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1. Precautions

1-1 Precautions for the Service

X Use the standard parts when replacing the electric parts.
— Confirm the model name, rated voltage, rated current of the electric parts.

X When repairing the equipment, connection of the harness parts must be firm and solid.
— A loose connection may cause noise or other malfunction.

X When assembling and disassembling the equipment while it is laid down, lay it on soft cloth.
— Otherwise it may scratch the back of the exterior of the product.

X Remove dust or dirt completely from the housing block, wiring block and service parts during repair.
— This helps prevent the danger of fire caused by tracking or short circuit.

Fasten the valve caps of service valves and charging valves of outdoor unit as much as possible using adjustable wrenches.

X Check the status of the components’ assembly after repair service.
— The status must be the same as before the repair service.

1-2 Precautions related to static electricity and PL

X The PCB power supply block is susceptible to static electricity. Therefore, care must be taken during repair or measuring
while the power is on.

— Wear insulation gloves for PCB repair or measuring.

Check whether the installation location is at least two meters away from other electronic products such as TV, video, or
audio.

— Otherwise, the video quality might be degraded or noise might be generated.

X Do not let end users repair the products themselves.
— Unauthorized disassembly might cause electric shock or fire.
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Precautions

1-3 Precautions for the Safety

X Do not pull any electric wires and do not touch an auxiliary power switch with a wet hand.
— There is a danger of electric shock or fire.

X In case any wire or power plug has been damaged, replace it to eliminate any possible danger.

X Do not bend the power cord by force and do not put any heavy object on the power cord.
— There is a danger of electric shock or fire.

X Do not use multi socket.
— There is a danger of electric shock or fire.

X Ground the product if necessary.
— Be sure to ground the product if there is any danger of electric leakage due to water or moisture.

X Be sure to turn off the auxiliary power switch or pull out the power plug during replacement or repair of electric parts.
— There is a danger of electric shock.

X The installation must be done by the manufacturer or its service agent or a similar qualified person in order to avoid a hazard.
— Installation by an unqualified person may cause a water leakage, electric shock or fire and so on.

X The electric work must be done by service agent or similarly qualified persons according to national wiring regulations and use
only rated cable.

— If the capacity of the power cable is insufficient or electric work is not properly completed, electric shock or fire may occur.

X Use only rated parts and tools.
— If you don't use the rated parts and tools, it can cause trouble with the air conditioner and bring about injury.

X If any gas or impurities except R-32 refrigerant come into the refrigerant pipe, serious problem may occur and it may cause
injury.

X Leak test must be done using only Nitrogen(NO:)gas.

X R-32 refrigerant is used for EHS.

— When using R-32, moisture or foreign substances may affect to the capacity and reliability of the product. Safety precautions
must be taken when installing the refrigerant pipe.

— The design pressure of the unit is 4.6MPa. Select appropriate material and thickness according to the regulations.

4 Samsung Electronics



Precautions

1-4 Precautions for handling a system containing refrigerants

All system containing refrigerants shall be removed under regional regulations prior to the disposal to
prevent the potential health and environmental consequences.

X Harmful for human body
— When emitted liquid refrigerant contacts human body, contacted area may get frostbite, blister or become numb.
If refrigerant leaks in airtight area, lack of oxygen may cause suffocation. When refrigerant is heated, it may generate harmful gas.

X Precautions for handling container
— Do not apply shock or heat to the refrigerant container.

1-5 Precautions for the brazing

X Clear any dangerous or inflammable materials in surrounding environment.

X Make sure to empty the remaining refrigerant in the product or pipe before brazing.
— Brazing with the refrigerant still remaining in the product or pipe may cause poor result and generate harmful gas. Furthermore,
pressure of the refrigerant may increase and cause damage to the leaking part. This may lead harmful refrigerant and oil to spurt
out which can be dangerous for service personnel.

X Use nitrogen gas to get rid of the oxide forming during brazing.
— Using other type of gas may cause damage to the product or the exterior.

1-6 Precautions for charging refrigerants

X Add quantity of the refrigerant using a scale and perform a test operation with S-net.
— Product performance may decrease if you add excessive amount of refrigerant.

X Do not charge refrigerants while heating the container up.
— The container may get damaged by the heat and result in explosions.

X Do not operate the product without pressure switch(for product protection) and sensor.
— If there are any internal blockage, high refrigerant pressure increase may damage the product or exterior.

Samsung Electronics S



2. General Overview

2-1 Features of the System

EHS(Eco Heating Systemgonsiders the trend in air conditioner use. It optimizes the

POWER SAVIN @ergy efficiency of loads ranging from partial to full. It achieves an excellent energy
effect for the users of the air conditioner.

Samsung patented compressor

Samsung has been researching and developing compressors since the 70's.

It has developed power saving compressors for more than thirty years.

TheEHS(Eco Heating Systemyompressor adopts a double-rotor BLDC compressor with permanent magnets made by Samsung.
Electricity for the compressor rotor is obtained from a neodium-iron-boron permanent magnetic material (boron magnet can attract iron
material weighing 1000 times its own weight.) It strengthens the rotary moment of the compressor to maximize the entire efficiency of the
compressor.

BLDC electricity
 PrP cletiitly.

SI== " Permanent magnet, strong magnetic rotor

~ Double rotor compression cylinder

Nd-Fe-B Neodium-Iron-Boron magnet

SAMSUNGs double-rotor compressor has the upper and lower rotors designed symmetrically.
The double rotor in symmetry can remove vibrations caused by the eccentric design of the cylinder.

2 rotors balancing the rotary moment ——
®---i---® I

Permanent magnet rotor

Upper rotor

Lower cylinder

High efficiency heat exchanger

EHS(Eco Heating Systemjises new multiple-teeth screw pipes with a diameter of 8 mm to improve the heat exchangeability of the pipe by

30.8%.

The water-friendly aluminum foil in the heat exchanger uses the G-fin patent design to improve the efficiency of heat exchaﬂgg%.

DC fan electricity

TheEHS(Eco Heating Systemputdoor machine uses DC fan electricity. The rotational speed of electricity is 100 RPM to 1050 RPM with

step-free control. The electrical efficiency is improved by ah33% compared to AC electricity.
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General Overview

2-1-1 Key features of the EHS(SPLIT)
X Integrated Heating & Cooling system

Plate Heat exchanger is a integral part in heating & cooling system. For user’s convenience, PHE is integrated into the system.
This concept will help space saving and lower costs for pipe line reduction.

X Running Costs-Reduction of Up to 33.5%

Samsung EHS, known for its world class efficiency (12kW floor heating system with 4.63), can reduce 33.5% of your running costs
as compared to a gas boiler.

X High Performance at Low Temperature

Samsung EHS is made up of an inverter compressor optimally operated according to the outdoor temperature, offering heating
performance of 90% at -10°C and reliable frost protection at -25°C.

X Heat pump operating range of DHW : -25 ~ 35 °C

At the temperature -25 °C ~ -20 °C, operation is available but capacity cannot be guaranteed.

Samsung Electronics 7



2-2 Product Specifications

General Overview

2-2-1 Outdoor Unit (Split)

Indoor Unit AE200RNWSEG AE200RNWSEG AE200RNWSEG AE260RNWSGG AE260RNWSEG AEZHBNW AE260RNWSEG
Model Name
Outdoor Unit AEO040RXEDEG AEO60RXEDEG AEO090RXEDEG AEO90RXEDGG AEO040RXEDEG AEO60RXEDEG AEO90RXEDEG
Outdoor Unit & Tank Hydro Unit Figure j — B E —
- | by - | @ g & _l @ £ _l - | - | @ g & _l
Mode Heat Pump (A2W) Heat Pump (A2W) Heat Pump (A2W) Heat Pump (A2W) Heat(Rarw) Heat Pump (A2W) Heat Pump (A2W)
e W 4,400 6,000 9,000 9,000 4,400 6,000 9,000
Nominal Btu/h 15,000 20,500 30,700 30,700 15,000 20,500 30,700
Capacity Cooling w 5,000 6,500 8,700 8,700 5,000 6,500 8,700
Btu/h 17,100 22,200 29,700 29,700 17,100 22,200 29,700
Power Input Heating W 846 1,220 1,870 1,870 846 1,220 1,870
A2W (Nominal) Cooling 1,090 1,470 2,110 2,110 1,090 1,470 2,110
Condition #1. | Current Input|  Heating 3.9 5.6 8.6 3.0 3.9 5.6 8.6
(A7w35)1 | (Nominal) Cooling A 4.9 6.7 9.7 3.4 4.9 6.7 9.7
COP (Nominal Heating) WIW 5.20 4.92 4.81 4.81 5.20 4.92 4.81
EER (Nominal Cooling) WIW 4.59 4.42 412 412 4.59 4.42 412
PdesignH (LWT 35) W 5,000 6,000 8,500 8,500 5,000 6,000 8,500
SCOP (35) W/IW 4.58 4.58 4.45 4.45 4.58 4.58 4.45
SEER *2 W/W 4.40 4.73 5.09 5.09 4.40 4.73 5.09
ATIWAS Capacity \ Heating W 4,200 5,600 8,600 8,600 4,200 5,600 8,600
COP WIW 3.85 3.71 3.69 3.69 3.85 3.71 3.69
A7IWS5 Capacity ‘ Heating W 3,900 5,200 8,000 8,000 3,900 5,200 8,000
COP WIW 2.95 2.87 2.93 2.93 2.95 2.87 2.93
A2IW35 Capacity \ Heating W 4200 5200 7700 7,700 4200 5200 7700
COP WIW 3.82 3.51 341 341 3.82 3.51 341
ATIW3S Capacity \ Heating W 4600 5500 7900 7,900 4600 5500 7900
System COP W/W 2.97 2.75 2.72 2.72 2.97 2.75 2.72
MCA A 22.7 22.7 22.7 387/114.0 22.7 22.7 22.7
Hydro Unit | Max Current A 22.7 22.7 22.7 387/114.0 22.7 22.7 22.7
Field MFA A 28.4 28.4 28.4 3109/1 175 28.4 28.4 28.4
Wiring MCA A 16.0 16.0 22.0 10.0 16.0 16.0 22.0
Outdoor Unit | Max Current A 16.0 16.0 22.0 16.1 16.0 16.0 22.0
MFA A 20.0 20.0 275 16.1 20.0 20.0 275
Water Flow Rate (Std)[H/C] LPM 12.7/14.4 17.3/18.8 26/25.1 26/25.1 12.7/14.4 17.3/18.8 26/25.1
Water Pressure (Max) bar 3 3 3 3 3 3 3
Water . Inlet , mm 228 228 228 228 228 228 228
. Water Pipe
Connections Outlet , mm 228 228 228 228 228 228 @28
Leaving Water,  Heating °C 15~65 15~65 15~65 15~65 15~65 15~65 15~65
Temperature Cooling " 5~25 5~25 5~25 5~25 5~25 5~25 5~25
) e ,mm 6.35 6.35 6.35 6.35 6.35 6.35 6.35
,inch 4" 14" 14" 14" 14" 14" 14"
Refrigerant e Pl , mm 15.88 15.88 15.88 15.88 15.88 15.88 15.88
) ,inch 5/8" 5/8" 5/8" 5/8" 5/8" 5/8" 5/8"
Connections -
Installation Max. Length m 30 30 35 35 30 30 35
Limitation Max. Height m 20 20 20 20 20 20 20
Chargeless Length m 15 15 15 15 15 15 15
. Heating 1C -25~35 -25~35 -25~35 -25~35 -25~35 -25~35 -25~35
Tgrg:"’;{“ggge Cooling °C 10~46 10~46 10~46 10~46 10~46 10~46 10~46
D.Hot Water “C -25~43 -25~43 -25~43 -25~43 -25~43 -25~43 -25~43
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Product Specifications (cont.)

General Overview

Indoor Unit AE200RNWSEG AE200RNWSEG AE200RNWSEG AE260RNWSGG AE260RNWSEG AEZHBNW AE260RNWSEG
Model Name
Outdoor Unit AEO040RXEDEG AEO60RXEDEG AEO90RXEDEG AEOQ90RXEDGG AEO040RXEDEG AEO60RXEDEG AEO90RXEDEG
Power Supply #,V, Hz 1, 2Line, 220~240V, 50Hz 1, 2Line, 220~240V, 50Hz 1, 2Lir9-240V, 50Hz 3, 4L!ne, 380~415V, S0Hz 1, 2Line, 220~240V, 50Hz 1, 2Line, 220~240V, 50Hz 1, 2Line, 22032450Hz
1, 2Line, 220~240V, 50Hz
Type (Model Name) ) Centrifurugal Centrifurugal Centrifurugal Centrifurugal Centrifurugal Centrifurugal Centrifurugal
Water yp (UPMM 25-9.5) (UPMM 25-9.5) (UPMM 25-9.5) (UPMM 25-9.5) (UPMM 25-9.5) (UPMM 25-9.5) (UPMM 25-9.5)
Pump Motor Input (Max) W 100 100 100 100 100 100 100
Number of Unit EA 1 1 1 1 1 1 1
Flow SENSOR Type (Model Name) - FLOW SENSOR FLOW SENSOR FLOW SENSOR FLOW SENSOR SORLOW SEN FLOW SENSOR FLOW SENSOR
Min. flow rates LPM 7.0 7.0 7.0 7.0 7.0 7.0 7.0
Electric Heater w 2,000 2,000 2,000 6,000 2,000 2,000 2,000
HJr?irto Expansion Vessel Liter 8 8 8 8 8 8 8
Pressure Relief Valve bar 2.9 2.9 2.9 2.9 2.9 2.9 2.9
Air Purge Valve ,inch BSPP male 3/8" BSPP male 3/8" BSPP male 3/8" BSPP male 3/8" BSPP male 3/8' B&PP male 3 BSPP male 3/8"
Sound Heating Std dB(A) 26 26 26 26 26 26 26
Sound *3 Pressure Cooling Std dB(A) 26 26 26 26 26 26 26
Sound Power| Heating Std dB(A) 40 40 40 40 40 40 40
Net Weight kg 136 136 136 146 146 146 146
External Shipping Weight kg 148 148 148 158 158 158 158
Dimension Net Dimensions (WxHXxD) mm 595x1800x700 595x1800x700 595x1800x700 595x1800x700 595x1800x700 95x1800x700 595x1800x700
Shipping Dimensions (WxHXxD) mm 700 x 2,000 x 780 700 x 2,000 x 780 700 x 2,000 x 780 700 x 2,000 x 780 700 x 2,000 x 780 07008@,00 700 x 2,000 x 780
Power Supply #,V, Hz 1, 2Line, 220~240V, 50Hz 1, 2Line, 220~240V, 50Hz 1, 2Lirg9-240V, 50Hz 3, 4Line, 380~415V, 50Hz 1, 2Line, 220~240V, 50Hz , 2lline, 220~240V, 50Hz 1, 2Line, 220~240V, 50Hz
Type - BLDC Twin Rotary BLDC Twin Rotary BLDC Twin Rotary BLDC Twin Rotary C TvidhRotary BLDC Twin Rotary BLDC Twin Rotary
Compressor Model UB4TN8200FE4SS UB4TN8200FE4SS UBBTN8265FJWSG UBBTN8265FIWSG TN8200PB4SS UB4TN8200FE4SS UBBTN8265FIWSG
Oil Type - POE POE POE POE POE POE POE
Condenser Size 2RX28S 2RX28S 2RX46S 2RX46S 2RX28S 2RX28S 2RX46S
Type (Model) - SIC-67FV-F135-2 SIC-67FV-F135-2 FMDC531SSA FMDC531SSA SIC-67FV-F135-2 SIC-67FV-F135-2 FMDC531SSA
Motor Quantity EA 1 1 1 1 1 1 1
CODE No - DB31-00492A DB31-00492A DB31-00579A DB31-00579A DB31-00492A B31-@D492A DB31-00579A
Fan Air Flow Rate\ Cooling CMM 40 43 66 66 40 43 66
Number of Unit EA 1 1 1 1 1 1 1
4-Way Valve Type (Model) SHF-7H-34U SHF-7H-34U SHF-11H SHF-11H SHF-7H-34U SHF-7H-34U SHF-11H
outdoor Base Heater Power Input. W N/A N/A 150 150 N/A N/A 150
Unit Sound Heating Std dB(A) 44 47 49 49 44 47 49
Pressure Cooling Std dB(A) 46 47 49 49 46 47 49
Sound*3 Night Mode dB(A) - 35 35 35 - 35 35
Sound Powell Heating Std dB(A) 58 60 64 64 58 60 64
Cooling Std dB(A) 61 62 63 63 61 62 63
Net Weight kg 46.5 46.5 73.0 72.0 46.5 46.5 73.0
External Shipping Weight kg 49.5 49.5 81.5 80.5 49.5 49.5 81.5
Bimerson Net Dimensions (WxHxD) mm 880 x 638 x 310 880 x 638 x 310 940 x 998 x 330 940 x 998 x 330 880 x 638 x 310 880 x 638 x 310 940 x 998 x 330
Sh'pp'(r\‘,gx'?_:)rz‘g)”s'°”s mm 1,023 x 742 x 413 1,023 x 742 x 413 995 x 1,178 x 426 995 x 1,178 x 426 1,023 x 742 x 413 2,028 74 995 x 1,178 x 426
Type - R32 R32 R32 R32 R32 R32 R32
Refrigerant Control Method - EEV EEV EEV EEV EEV EEV EEV
Factory Charging g 1,200 1,200 1,400 1,400 1,200 1,200 1,400
*1) A2W Condition #1 : (Heating) Water In/Out 35 , Outdoor Air 7 DB/6 WB; (Cooling) Water In/Out 2318 , Outdoor Air 35 [DB].
*2) A2W Condition for ESEER(Cooling) at Water Out.18
*3) Sound pressure was acquired in an anechoic room. Thus actual naigkrteay be different depending on the installation conditions.
Night mode : Water In/Out 30/35 , Outdoor Air : 7 [DB]/6 [WB], Measure point from unit : 3m.
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Product Specifications (cont.)

General Overview

2-2-2 Outdoor Unit (Mono)

Indoor Unit AE200RNWMEG AE200RNWMEG AE200RNWMEG AE200RNWMEG AE260RNWMGG AE260BIBW AE260RNWMGG
Model Name
Outdoor Unit AEO50RXYDEG AEO80RXYDEG AE120RXYDEG AE160RXYDEG AEO080RXYDGG AE120RXYDGG AE160RXYDGG
Outdoor Unit & Tank Hydro Unit Figure E’E— = E‘E— =
% = | | - s ! ! ! - 5 ! ! !
Mode Heat Pump (A2W) Heat Pump (A2W) Heat Pump (A2W) Heat Pump (A2W) Heat(Rai) Heat Pump (A2W) Heat Pump (A2W)
et W 5,000 8,000 12,000 16,000 8,000 12,000 16,000
Nominal Btu/h 17,100 27,300 40,900 54,600 27,300 40,900 54,600
Capacity Gl w 5,000 7,500 12,000 14,000 7,500 12,000 14,000
Btu/h 17,100 25,600 40,900 47,800 25,600 40,900 47,800
Power Input Heating 1,030 1,770 2,650 3,620 1,770 2,650 3,620
A2W (Nominal) Cooling W 1,140 1,900 2,770 3,280 1,900 2,770 3,280
C((IJ_lndAl;'/‘\),r\}:Sl' Current Input Heating A 4.9 8.5 12.2 17.0 2.8 41 5.7
C A35/W18)*1 (Nominal) Cooling 5.4 9.1 13.2 15.7 3.0 4.4 5.3
COP (Nominal Heating) W/W 4.85 4.52 4.53 4.42 4.52 4.53 4.42
EER (Nominal Cooling) WA 4.39 3.95 4.33 4.27 3.95 4.33 4.27
PdesignH (LWT 35) W 5,500 8,000 13,000 16,000 8,000 13,000 16,000
SCOP (35) - 4.46 4.44 4.69 4.48 4.44 4.69 4.48
SEER *2 - 3.98 4.52 5.22 5.31 4.52 5.22 5.31
ATIWAS Capacity \ Heating w 4,800 7,400 11,700 15,400 7,400 11,700 15,400
COP WIW 3.69 3.49 3.68 3.43 3.49 3.68 3.43
A7/WS5 Capacity \ Heating W 4,300 7,100 11,300 15,000 7,100 11,300 15,000
COP WIW 2.83 2.81 3.03 2.90 2.81 3.03 2.90
System | Performance Capacity \ Heating W 4,800 7,000 10,800 13,200 7,000 10,800 13,200
(A2/W35) COP WIwW 3.31 2.98 3.27 3.00 2.98 3.27 3.00
Performance Capacity \ Heating w 5,100 7,350 12,000 14,600 7,350 12,000 14,600
(A-7/W35) COP W/wW 2.71 243 2.55 2.43 2.43 2.55 2.43
Tank MCA A 22.70 22.70 22.70 22.70 38.7/1140 38.7/1140 38.7/114.0
Integrated Max Current A 22.70 22.70 22.70 22.70 38.7/114.0 38.7/1140 38.7/114.0
Field Hydro Unit MFA A 28.38 28.38 28.38 28.38 3109/1 175 3109/1 175 3109/1 175
Wiring MCA A 16.0 22 28 32 10 10 12
Outdoor Unit | Max Current A 16.0 22 28 32 16.1 16.1 16.1
MFA A 20.0 27.5 35 40 16.1 16.1 16.1
GEEHILE: LPM 14.4/14.4 23.1/21.6 34.6/34.6 46.2/40.4 231/21.6 34.6/34.6 46.2/40.4
(Heating/Cooling)
Water Pressure (Max) bar 3 3 3 3 3 3 3
CorYx:tcetirons Water Pipe Inlet . mm 228 228 228 228 228 228 228
Outlet , mm 228 228 228 228 228 228 228
Leaving Water,  Heating =C 15~65 15~65 15~65 15~65 15~65 15~65 15~65
Temperature Cooling C 5~25 5~25 5~25 5~25 5~25 5~25 5~25
Type R32 R32 R32 R32 R32 R32 R32
Refrigerant Control Method EEV INCLUDED EEV INCLUDED EEV INCLUDED EEV INCLUDEL EEV INCLUDED UDELEEV INCL EEV INCLUDED
Factory Charging g 1,000 1,150 2,200 2,200 1,150 2,200 2,200
. . . . 3, 4Line, 380~415V, 50Hz 3, 4Line, 380~415V, 50Hz 3, 4Line, 380~415V, 50Hz
Power Supply ,#,V, Hz 1, 2Line, 220~240V, 50Hz 1, 2Line, 220~240V, 50Hz 1, 2Lir2)-240V, 50Hz 1, 2Line, 220~240V, 50Hz 1. 2Line. 220~240V. 50Hz 1. 2Line. 220~240V. 50Hz 1. 2Line, 220~240V. 50Hz
Hyd-ro Type (Model Name) ) Centrifurugal Centrifurugal "Centrifurugal Centrifurugal Centrifurugal Centrifurugal Centrifurugal
Unit Water (UPMM 25-9.5) (UPMM 25-9.5) (UPMM 25-9.5)" (UPMM 25-9.5) (UPMM 25-9.5) (UPMM 25-9.5) (UPMM 25-9.5)
Pump Motor Input (Max) W 100 100 100 100 100 100 100
Number of Unit EA 1 1 1 1 1 1 1
12 Samsung Electronics Samsung Electronics 13



Product Specifications (cont.)

General Overview

Indoor Unit AE200RNWMEG AE200RNWMEG AE200RNWMEG AE200RNWMEG AE260RNWMGG AE260RISW AE260RNWMGG
Model Name
Outdoor Unit AEO50RXYDEG AEOB80RXYDEG AE120RXYDEG AE160RXYDEG AEOB0RXYDGG AE120RXYDGG AE160RXYDGG
Flow SENSOR Type (Model Name) - FLOW SENSOR FLOW SENSOR FLOW SENSOR FLOW SENSOR SORLOW SEN FLOW SENSOR FLOW SENSOR
Min. flow rates LPM 7.0 7.0 12.0 12.0 7.0 12.0 12.0
Electric Heater W 2,000 2,000 2,000 2,000 6,000 6,000 6,000
Expansion Vessel Liter 8 8 8 8 8 8 8
Pressure Relief Valve bar 2.9 29 2.9 2.9 29 2.9 29
Air Purge Valve , inch BSPP male 3/8" BSPP male 3/8" BSPP male 3/8" BSPP male 3/8" BSPP male 3/8' B&PP male 3 BSPP male 3/8"
Hydro Sound Heating Std dB(A) 26 26 30 30 26 30 30
Unit Sound *3 Pressure | Cooling Std dB(A) 26 26 30 30 26 30 30
Sound Power Heating Std dB(A) 40 40 44 44 40 44 44
Net Weight kg 130 130 130 130 140 140 140
External Shipping Weight kg 142 142 142 142 152 152 152
Bimansitan Net Dimensions (WxHXxD) mm 595x1800x700 595x1800x700 595x1800x700 595x1800x700 595x1800x700 95x1800x700 595x1800x700
Sh'pp'(r\‘,?lxﬂ)r?g)”s'ons mm 700 x 2,000 X 780 700 x 2,000 x 780 700 x 2,000 x 780 700 x 2,000 x 780 700 x 2,000 x 780 WRTE®,00 700 x 2,000 X 780
Power Supply ,#,V, Hz 1, 2Line, 220~240V, 50Hz 1, 2Line, 220~240V, 50Hz 1, 2Lir2)-240V, 50Hz 1, 2Line, 220~240V, 50Hz 3, 4Line, 380~415V, 50Hz , 4Bine, 380~415V, 50Hz 3, 4Line, 380~415V, 50HZ
Type - BLDC Twin Rotary BLDC Twin Rotary BLDC Twin Rotary BLDC Twin Rotary| DC Twih Rotary BLDC Twin Rotary BLDC Twin Rotary
Compressor Model - UB4TN8200FE4SS UB8TNB8265FIWSG UB5TN5450FRIXSG UB5TN5450FRIXSG UB8TNB8265FIWSG UB5TN5450FIXSG UB5TN5450FIXSG
Qil - POE POE POE POE POE POE POE
Fan Air Flow Ratd  Cooling CMM 51 66 99 18 66 99 18
Number of Unit EA 1 1 2 2 1 2 2
Base Heater W N/A 150 150 150 150 150 150
Sound Heating dB(A) 45 48 50 52 48 50 52
Sound*3 Pressure Cooli.ng dB(A) 45 48 50 54 48 50 54
Sound Power Heating dB 61 63 64 66 63 64 66
Cooling dB 62 64 65 68 64 65 68
Net Weight kg 58.5 76.0 110.0 110.0 75.0 111.0 111.0
i Shipping Weight kg 62.5 84.5 119.0 119.0 83.5 120.0 120.0
Bimernsen Net Dimensions (WxHXxD) mm 880 x 798 x 310 940 x 998 x 330 940 x 1,420 x 330 940 x 1,420 x 330 940 x 998 x 330 940 x 1,420 x 380 420043301
Sh'pp'(r\‘lgxﬂ)r?g)”s'ons mm 1,023x904x413 995 x 1,178 x 426 995 x 1,598 x 426 995 x 1,598 x 426 995 x 1,178 x 428 5305 476 995 x 1,508 x 426
. Heating -25~35 -25~35 -25~35 -25~35 -25~35 -25~35 -25~35
Tgﬁgfﬁ';‘gge Cooling 10~46 10~46 10~46 10~46 10~46 10~46 10~46
DHW Tank -25~43 -25~43 -25~43 -25~43 -25~43 -25~43 -25~43

*1) A2W Condition #1 : (Heating) Water In/Out 335
*2) A2W Condition for ESEER(Cooling) at Water Out.18

, Outdoor Air 7 DB/6 WB; (Cooling) Water In/Out 2318

, Outdoor Air 35 DB.

*3) Sound pressure was acquired in an anechoic room. Thus actual noisknfesebe different depending on the installation conditions.
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2-3 Specifications of optional items

2-3-1 Accessories

Item Description Code No. Qty Remark
AE080/090/120/160RX** Model
Cap Drain DB63-10355C 36
‘ pora ©) (AE040/060RX** Model)
‘h Drain Plug DB67-00806A 1 AE080/090/120/160RX** Model
h Drain Plug DB67-20011A 1 AE040/050/060RX** Model
- Rubber Leg DB73-20134A 4 AE080/090/120/160RX** Model
. Rubber Leg DB67-01533A 4 AE040/050/060RX** Model
. Installation Manual DB68-08375A 1 AEO040/060RX** Model
. Installation Manual DB68-08368A 1 AEO50RX** Model
. Installation Manual DB68-08407A 1 AEQ90RX** Model
. Installation Manual DB68-08408A 1 AE080/120/160RX** Model
. Instruction Manual DB68-08423D 1 AEO040/060RX** Model
. Instruction Manual DB68-08423E 1 AEO50RX** Model
. Instruction Manual DB68-08409A 1 AEOQ090RX** Model
. Instruction Manual DB68-08410A 1 AE080/120/160RX** Model
. Installation Manual DB68-08367A 1 AE200/260RNW***Model
. Instruction Manual DB68-08422C 1 AE200/260RNW***Model
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General Overview

Item Description Code No. Q'ty Remark
I&k j Zone sensor DB95-04396A 2
\5_—51&::5
\D Sen Temp-Mixing Valve DB32-00213A 1
\5_—51&::5
onn) Sensor holder DB61-40055A 3
F‘:“;‘ Sensor clip DB81-00635A 3 AE200/260RNW***Model
P Cable-tie DB65-10088C 6
[ ] Aluminum Tape DB72-30040A 3
—J Rubber Tape DB62-11304A 3
Insulatior DB62-04785A 3
% Tube Secondary DB96-24724A 1 AE260RNW***Model
Gasket DB63-04197A 1 AE260RNW***Model
m—% Drain Plug Out DB67-20011A 1 AE200/260RNW***Model
Cap Drain DB63-10355C 2 AE200/260RNW***Model

Samsung Electronics
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3. Disassembly and Reassembly

n Hand Tool sets

Iltem

Remark

+Screw Driver

Adjustable wrench

—Screw Driver

Nipper

Electric Motion Driver

L-Wrench

Torque Lench

Latchet Lench

18
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3-1 Tank Integrated Hydro Unit

n AE200RNW G/AE260RNW G

Be sure that the power switch is in the OFF and the power source cord shall be unplugged prior to disassembly and reassembly works.

No Parts Procedure Remark
1 ELECTRICAL 1) Remove ** screws from the Cabinet. o=y hhd Ard L
EQUIPMENT PARTIS (Use + Screw Driver) o’ L
I g
\ove (=
i

2) Remove the 4 screws and then separate the
Cover Control Box part.
(Use + Screw Driver)

3) Remove the Power, Pump, 3way valve, Flo
sensor, Booster Heater, Back-up Heater, Sensor
connector of Assy PCB.
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Disassembly and Reassembly

No Parts Procedure Remark

4) Remove the 3 screws from the front part.

5) Remove the 2 screw and then open the cover
in the middle position of water tank.

6) Remove the wire of the thermostat and
booster heater.
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Disassembly and Reassembly

No Parts Procedure
2 EXPANSION VESSIELL) Remove the 2 screw from the front parts.
2) Separate the pipe connected expansion vessel
by 2 nut joints.
3 PUMP 1) Disconnect power and communication
connection.
2) Separate the pipe connected Pump by 2 nut|
joints.
4 Flow sensor 1) Separate the pipe connected flow sensor

by 2 bracket holder.

Samsung Electronics
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Disassembly and Reassembly

No Parts Procedure

5 Back up Heater 1) Remove the 4 screw front the cabi top parts.

2) Separate the pipe connected Back up heate
by 2 nut joints.

6 3way Valve 1) Separate the pipe connected 3way valve
by 3 bracket holder.

7 Anode bar 1) Separate the pipe connected anode bar
by 1 nut joint from top of the tank.
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Disassembly and Reassembly

No Parts Procedure Remark

8 PLATE HEAT 1) Remove the 2 screw from the bracket valve.
EXCHANGER

2) Remove the 2 screw front the cabi top sub.

3) Separate the pipe connected Assy plate heat
exchanger by 2 nut joint.
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3-2 Outdoor Unit

n AEO9ORXED

No Parts Procedure

1 CABIFRONT RH A\ You must turn off the power before
disassembling.

1) Unscrew and remove the three screws on the
CABI FRONT RH.
(Use '+ type screw driver)

2 CABI TOP 1) Unscrew and remove the nine screws
on each side of the CABI TOP.
(Use '+' type screw driver)

3 CABI INSTALL | 1) Unscrew and remove the screw
FRONT on the CABI INSTALL FRONT.
(Use '+' type screw driver)
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Disassembly and Reassembly

No Parts Procedure Remark

4 GUARD COND 1) Pull the sensor from Guard Cond.

2) Unscrew and remove the four screws
on the GUARD COND.
(Use '+' type screw driver)
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Disassembly and Reassembly

No Parts Procedure

5 CABI BACK RH 1) Pull the sensor from the CABI BACK RH.

2) Unscrew and remove the nine screws on eath
side the CABI BACK RH.
(Use '+' type screw driver)
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Disassembly and Reassembly

No Parts Procedure Remark

6 |CABIINSTALL BACK 1) Unscrew and remove the 8 screws on the
CABI FRONT LF.
(Use '+ type screw driver)
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Disassembly and Reassembly

No

Parts

Procedure

Remark
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Disassembly and Reassembly

No Parts Procedure Remark
7 FAN 1) Turn the one nut as shown in the
picture and remove it.
(Use adjustable wrench)
8 MOTOR 1) Remove the fan.

2) Unscrew and remove the four motor screws.

(Use '+' type screw driver)

3) Disconnect the motor wire from the
Ass'y Control Out.

Samsung Electronics
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Disassembly and Reassembly

No Parts Procedure Remark

9 BRACKET MOTQRL) Unscrew and remove the two screws
on the BRACKET MOTOR.
(Use ‘+'type screw driver)
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Disassembly and Reassembly

No Parts Procedure Remark

10 CONTROL OUT 1) Disconnect the six connectors form
the ASSY Control OUT

2) Unscrew and remove the three screws
on the CONTROL OUT.
(Use '+' type screw driver)

3) Separate the ASSY CONTROL OUT.
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Disassembly and Reassembly

No Parts Procedure

11 | ASSY 4WAY VALYE 1) Purge the coolant first.

2) Unscrew and remove the four screws
on the SERVICE VALVE.
(Use '+' type screw driver)

3) Separate the pipe from the Entrance/Exit
using a welder.

A\ When removing the compressor,
heat exchanger and pipe, purge the
completely and remove the pipe
with a welding flame.
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Disassembly and Reassembly

No

Parts

Procedure

Remark

12

COMPRESSOR

1) Unscrew and remove the nut
on the COVER TERMINAL.
(Use adjustable wrench)

2) Separate the compressor wire.

3) separate the OUTSIDE COMPRESSOR FE

SOUND

Samsung Electronics
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Disassembly and Reassembly

No Parts Procedure
4) Separate the COMPRESSOR FELT SOUND.
5) As shown in the picture, unscrew and
bottom. (Use Adjustable Wrench)
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Disassembly and Reassembly

No Parts Procedure Remark

13 ASSY COND OUT 1) Unscrew remove the two screws on each
side of the ASSY COND OUT.
(Use '+ type screw driver)
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Disassembly and Reassembly

n AEO40RXED /AEO60RXED

No Parts Procedure Remark

1 CABI TOP | 1) Unscrew and remove 8 screws on each
side of the Cabinet-Top.
(Use + Screw Driver)

2 ASS'Y COVER 1) Unscrew and remove a screw of Cover-
CONTROL Control.
(Use + Screw Driver)

3 OUTDOOR | A\ Make sure shutting the power off supply
AND INDOOR before disassembling
UNIT'S POWER
CABLEAND | 1) Unscrew 2 fix screws under cable holder
COMMUNICATION  and remove.
CABLE

12

2) Get rid of cable tie of communication cable.

3) Unscrew the numbers of screws on
terminal block and separate power and
communication ‘Ring’cables from termina
block.
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Disassembly and Reassembly

No Parts

Procedure

Remark

4 ASS'Y CABINE
SIDE RH

T1) Unscrew and remove 9 screws on Cabin
side rh.
(Use + Screw Driver)

ot-

OO

5 ASS'Y CABINE
FRONT

T1) Unscrew and remove 8 screws on Assy
Cabinet Front.
(Use + Screw Driver)

Samsung Electronics
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Disassembly and Reassembly

No

Parts

Procedure

Remark

ASS'Y CONTR(
ouT

11) Disconnect and Separate 5 Connectors ¢

wire from Assy Control Out.

2) Separate Comp wire and Reactor wire

from each object.

/A\ (When you disconnect BLDC motor
connector you have to cut the power off
first and disconnect 30 seconds later An
Make sure that is impossible to connect
and disconnect BLD@otor connector

when the power is on)

3) Unscrew and remove 2 screws on of Asg

Control out.

=4

FAN PROPELLEH
+ MOTOR

tR) Take Fan Propeller apart.

2) Unscrew and remove 4 screws on Motor

take apart Motor.
(Use + Screw Driver)

to

O

O O
O O
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Disassembly and Reassembly

No Parts Procedure Remark

8 ASS’Y BRACKETL) Unscrew and remove 2 screws on to take
MOTOR apart Bracket Motor.
(Use + Screw Driver)

9 HEAT 1) Purge the Refrigerant first.
EXCHANGER

2) Unscrew the fix screw.

3) Separate the pipe from the Entrance and
Exist by using a welder.

4) Separate Heat Exchanger from Unit.

/A When removing the Compresso,
Heat Exchanger, and Pipe, Purge the
Refrigerant inside the Compressor
completely and remove the pipe with a
weld-ing flame.
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Disassembly and Reassembly

n AEOSORXYD**

No Parts Procedure Remark
1 CABI TOP | A\ You must turn o the power before _
disassembling. R
s~ ==
1) Unscrew and remove the ten screws on VS
each side of the CABI TOP. - A
(Use '+ type screw driver)
2 ASS'Y COVER 1) Unscrew and remove the one screw on the
CONTROL ASSY COVER CONTROL.
(Use '+ type screw driver)
3 OUTDOOR | A\ Make sure shutting the power off supply
AND INDOOR before disassembling
UNIT'S POWER
CABLE AND | 1) Unscrew 2 fix screws under cable holders
COMMUNICATION and remove.
CABLE
)] -
R
2) Get rid of cable tie of communication cable.
3) Unscrew the numbers of screws on
terminal block and separate power and
communication ‘Ring’cables from termina| ~mT s
block. \I
’
~ -_ e - - ’
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Disassembly and Reassembly

No Parts Procedure Remark

4 GUARD COND) 1) Pull the sensor from Guard Cond.

2) Unscrew and remove the four screws
on the GUARD COND.
(Use ‘+'type screw driver)

5 CABI SIDERH 1) Unscrew and remove the eleven screws on
each side of the CABI BACK RH.
(Use '+ type screw driver)

2) Pull the sensor from the CABI SIDE RH.
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Disassembly and Reassembly

No Parts

Procedure

6 CABI FRONT

1) Unscrew and remove the 9 screws on the
CABI FRONT.
(Use '+ type screw driver)

h

Remark
R
(1 1)

7 FAN

1) Turn the one nut as shown in the picture
and remove it.
(Use adjustable wrench)
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Disassembly and Reassembly

No Parts Procedure Remark

8 MOTOR 1) Remove the fan.

2) Unscrew and remove the four motor
screws.
(Use '+ type screw driver)

3) Disconnect the motor wire from the Ass'y
Control Out.

9 BRACKET | 1) Unscrew and remove the two screws on
the BRACKET MOTOR.
(Use '+ type screw driver)
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Disassembly and Reassembly

No Parts

Procedure

Remark

10 | ASS’Y CONTR(
ouT

=

[1) Disconnect and Separate 5 Connectors ¢
wire from Assy Control Out.

2) Separate Comp wire and Reactor wire
from each object.

/A (When you disconnect BLDC motor
connector you have to cut the power off
first and disconnect 30 seconds later And
Make sure that is impossible to connect
and disconnect BLDC motor connector
when the power is on)

3) Unscrew and remove 2 screws on of Assy

Control out.

44
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Disassembly and Reassembly

No Parts Procedure Remark

11 ASSY VALVE | 1) Purge the coolant first.
AWAY

2) Separate the pipe from the Entrance/Exit
using a welder.

/A When removing the compressor,
heat exchanger and pipe, purge the
completely and remove the pipe with a
welding ame.

12 ASSY 1) Purge the coolant first.
TUBE-WATER

2) Turn the two nuts as shown in the picture
and remove them.
(Use adjustable wrench)

Samsung Electronics 45



Disassembly and Reassembly

No Parts Procedure Remark
13 | ASSY BRACKHTL) Unscrew and remove the 4 screws on the
PHE ASSY BRACKET PHE.
(Use '+ type screw driver)
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Disassembly and Reassembly

No Parts Procedure Remark

14 COMPRESSOR1) Separate the COMPRESSOR FELT SOUND.

2) Unscrew and remove the nut on the
COVER TERMINAL.
(Use adjustable wrench)

3) Separate the compressor wire.

4) Separate the COMPRESSOR FELT SOUND.
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Disassembly and Reassembly

No Parts Procedure Remark
5) As shown in the picture, unscrew and

bottom.
(Use Adjustable Wrench)

15 ASSY COND | 1) Unscrew and remove the four screws as

ouT shown in the picture.
(Use '+ type screw driver)
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Disassembly and Reassembly

n AE120/160RXYD**

No Parts Procedure Remark

1 CABIFRONT RH A\ You must turn off the power before
disassembling. S

Chud
o
Ll Y

e

1) Unscrew and remove the three screws on the e
CABI FRONT RH.
(Use '+' type screw driver)

4
oo

2 CABI TOP 1) Unscrew and remove the nine screws
on each side of the CABI TOP. LN -
(Use '+ type screw driver) (o .:' ™
o a®

3 CABI INSTALL | 1) Unscrew and remove the screw
FRONT on the CABI INSTALL FRONT.
(Use ‘+'type screw driver)
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Disassembly and Reassembly

Disassembly and Reassembly

No Parts Procedure Remark
4 GUARD COND 1) Pull the sensor from Guard Cond.
2) Unscrew and remove the four screws
on the GUARD COND.
(Use '+' type screw driver)
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Disassembly and Reassembly

No Parts Procedure Remark

5 CABI BACK RH 1) Pull the sensor from the CABI BACK RH.

2) Unscrew and remove the nine screws on eath
side the CABI BACK RH.
(Use '+' type screw driver)
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Disassembly and Reassembly

No Parts Procedure Remark

o™

o e
e

(P

6 | CABIINSTALL BACK 1) Unscrew and remove the 7 screws in the
Cabinet-Install Back.
(Use '+' type screw driver)
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Disassembly and Reassembly

No Parts Procedure Remark

7 CABI FRONT LK 1) Unscrew and remove 10 screws.
in the Cabinet-Front LF.
(Use '+' type screw driver)

ooe
@ Q.

Pl lN
ene’

3, (4
Ceae’

ClaniadN

Pl lN
. o
eae’

Cewe’
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Disassembly and Reassembly

No Parts

Procedure

54
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Disassembly and Reassembly

No Parts Procedure Remark

8 FAN 1) Turn the two nuts as shown in the
picture and remove them.
(Use adjustable wrench)

9 MOTOR 1) Remove the fan.
2) Unscrew and remove the eight motor screws.
(Use '+' type screw driver)

Chud -
® % N
SRS
() e’
o™ -
g S
(] '. (] ]
‘\.o ‘\.v

3) Disconnect the motor wire from the
Ass'y Control Out.

cccee

o e

- L
Ccocse”

o

14

[}

S
e
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Disassembly and Reassembly

No Parts Procedure Remark

10 | BRACKET MOTQR1) Unscrew and remove the two screws
on the BRACKET MOTOR.
(Use ‘+'type screw driver)

11 HEATER 1) Unscrew and remove the three screws
on the BRACKET MOTOR.
(Use '+' type screw driver)

2) Disconnect the heater wire from
the ASSY CONTROL OUT.
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Disassembly and Reassembly

No Parts Procedure Remark
12 CONTROL OUT 1) Disconnect the six connectors form
the ASSY CONROL OUT
PTN,™
) [
L
VARRN
1 |
\ - Iﬂ
/7 N\
- 1! \
VAR
1 1 |
Sz I
N
2) Unscrew and remove the two mounting screws
on the CONTROL OUT.
(Use '+' type screw driver)
3) Separate the ASSY CONTROL OUT.
Samsung Electronics 57



Disassembly and Reassembly

No Parts Procedure Remark

13 | ASSY 4WAY VALYE 1) Purge the coolant first.
2) Separate the pipe from the Entrance/Exit
using a welder.

A\ When removing the compressor,
heat exchanger and pipe, purge the
completely and remove the pipe
with a welding flame.

e N
4 AY
| 1 -
e N
\ J AY
SN ” 1 1
\ 4
SN
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Disassembly and Reassembly

No Parts Procedure Remark

14 COMPRESSOR 1) Unscrew and remove the nut
on the COVER TERMINAL.
(Use adjustable wrench)

2) Separate the compressor wire.

3) Separate the COMPRESSOR FELT SOUND.

4) As shown in the picture, unscrew and
remove 3 mounting screws from the
bottom. (Use Adjustable Wrench)
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Disassembly and Reassembly

No Parts Procedure Remark
15 ASS'Y WATER | 1) Separate the Hose from the Water tube
TUBE IN/OUT using a plyer.
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Disassembly and Reassembly

No Parts Procedure Remark

16 ASSY PHE 1) Unscrew and remove 2 screws in Partition.
(Use '+' type screw driver)

2) Separate the Bracket PHE Top.

3) Separate the pipe from the Entrance/Exit
using a welder.

4) As shown in the picture, unscrew and
remove 2 mounting screws from the partitior.
(Use Adjustable Wrench)
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Disassembly and Reassembly

No Parts Procedure Remark
17 | ASSY COND OUT 1) Unscrew and remove 2 screws on each side|of
the Assy Cond Out.
(Use '+' type screw driver)
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Disassembly and Reassembly

n AEOBORXYD**

No Parts Procedure Remark

1 CABIFRONT RH A\ You must turn off the power before
disassembling. S

Chud
o
Ll Y

e

1) Unscrew and remove the three screws on the e
CABI FRONT RH.
(Use '+' type screw driver)

4
oo

2 CABI TOP 1) Unscrew and remove the nine screws
on each side of the CABI TOP. LI -
(Use '+ type screw driver) (g .:' )

3 CABI INSTALL | 1) Unscrew and remove the screw
FRONT on the CABI INSTALL FRONT.
(Use '+' type screw driver)
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Disassembly and Reassembly

No Parts Procedure Remark

4 GUARD COND 1) Pull the sensor from Guard Cond.

2) Unscrew and remove the four screws
on the GUARD COND.
(Use '+' type screw driver)

Chad Y -
o . %
l‘ [] (] ]
S ‘\-v‘
o®e Caad
14 e 14
[] [] [] []
‘s-o ‘s-o
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Disassembly and Reassembly

No Parts Procedure Remark

5 CABI BACK RH 1) Pull the sensor from the CABI BACK RH.

2) Unscrew and remove the nine screws on eath
side the CABI BACK RH.
(Use '+' type screw driver) e

o®e

o™
e

o®e

o™
L)

Samsung Electronics 65



Disassembly and Reassembly

No Parts Procedure Remark
° %
[} ]
\y.'o
;'-'\ ‘o-s‘
L Ll
6 |CABIINSTALL BACK 1) Unscrew and remove the 8 screws on the
CABI FRONT LF. {
(Use '+' type screw driver)
(
(
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Disassembly and Reassembly

No Parts Procedure Remark

Caad

ceo’
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Disassembly and Reassembly

No Parts Procedure Remark
7 FAN 1) Turn the one nut as shown in the
picture and remove it.
(Use adjustable wrench)
8 MOTOR 1) Remove the fan.
2) Unscrew and remove the four motor screws.
(Use '+' type screw driver)
'o-s‘ 'o-s
[ ] [ I ] ]
\Q-‘ \~-‘o
% TN
(] [ I} []
\Q.‘o \y.'o
3) Disconnect the motor wire from the
Ass'y Control Out.
LAl Y
4 |
[ 1}
[ 1]
[ )
[ [
[] ]
) ]
] [
1] [
1} 4
L) ¢
L )
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Disassembly and Reassembly

No Parts Procedure Remark

9 BRACKET MOTQRL) Unscrew and remove the two screws
on the BRACKET MOTOR.
(Use ‘+'type screw driver)

10 HEATER 1) Unscrew and remove the three screws
on the BRACKET MOTOR.
(Use '+' type screw driver)

2) Disconnect the heater wire from
the ASSY CONTROL OUT.
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Disassembly and Reassembly

No Parts Procedure Remark
11 CONTROL OUT 1) Disconnect the six connectors form
the ASSY CONROL OUT
PN -—
| v D
Sazl |
>={
A 1
TN _v
1 1T 278
A" A/ \
] ]
1 ]
1 ]
\ 7
N_"7
2) Unscrew and remove the three screws
on the CONTROL OUT.
(Use '+' type screw driver)
3) Separate the ASSY CONTROL OUT.
4 “\
' A}
) )
1} ’,
A 'l
I’- \\
L} L
s -"
I’-~\
L] L
\\_/
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Disassembly and Reassembly

No Parts Procedure Remark
12 | ASSY 4WAY VALYE 1) Purge the coolant first.
2) Separate the pipe from the Entrance/Exit
using a welder.
e TN TN
¢ ¢
| 1 1 1
\ \
SN ” S ”
/A When removing the compressor,
heat exchanger and pipe, purge the
completely and remove the pipe P
with a welding flame. |I i
SNu
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Disassembly and Reassembly

No Parts Procedure Remark

13 COMPRESSOR 1) Unscrew and remove the nut
on the COVER TERMINAL.
(Use adjustable wrench)

2) Separate the compressor wire.

3) Separate the COMPRESSOR FELT SOUND.

4) As shown in the picture, unscrew and
bottom. (Use Adjustable Wrench)
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Disassembly and Reassembly

No Parts Procedure Remark
14 ASSY PHE 1) Separate the pipe from the Entrance/Exit using
a welder. =N
2) As shown in the picture, unscrew and 1 1
remove the two screws from the BRACKET Sa”
PHE. (Use adjustable wrench)
s N
¢ \
1 1
SNo”
FARRY
| |
\ - J
15 | ASSY COND OUT 1) Unscrew remove the two screws on each
side of the ASSY COND OUT.
(Use '+' type screw driver)
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4. Troubleshooting

4-1 Wired remote controller

- Press the Test button to see the error code.

Product operation in
error condition

Error mode Contents Measure - Error type
Outdoor unit/
Compressor/Indoor unit
ori Indoor unit communication Check the communication cable of indoor unit. Check . Communication
(Ll L . Operation Off
a error the DC output voltage at the communication terminal, error
,’ E’,’-,’ Indoor unit address setting Check address setting of indoor units. Operation Off Communication
= error error
¢r7r7 | Indoor unit communication Check indoor units quantity setting in outdoor unit. . Communication
(Ll . ) . Operation Off
error Check electrical connection and setting error
¢ 1r7 | Indoor temperature sensor Check indoor unit room temperature sensor. Check Overation Off Indoor sensor
(L | (open/short error) -Zone2 indoor unit PCB connector CNS043 Teminal(B15/B16 P error
¢ =1 ¢ | Indoor temperature sensor Check indoor unit room temperature sensor. Check Overation Off Indoor sensor
(L 1 | (open/short error) -Zonel indoor unit PCB connector CNS043(White) P error
/=3 | Indoor unit Eva In sensor Check indoor unit Eva in sensor location. Operation Off | Ndoor sensor
~ (Open/Short) error
,’ ~ -',’ Indoor unlt_Eva Out sensor Check indoor unit Eva out sensor location. Operation Off Indoor sensor
= disconnection error
/L5 2 | EEPROM Error Refer to details.
=757 ¢ | Indoor/outdoor communication .
L Ot | error (Matching error) Refer to detalls.
=17 | Indoor/outdoor communication .
s error (3 min) Refer to details.
_ Communication error between
!:7 ,i ,’ 77 indoor/outdoor INV 6 MAIN Refer to details.
MICOM (4~6 min)
’-, L:’ ’, Outdoor temperature sensor Refer to details.
= error
23 Condenser temperature Sensofl o .« 1o qotic
e error
E ,; ’, Discharge temperature sensor Refer to details.
= error
_-‘,7:‘7[,7 OLP sensor error Refer to details.
L7 | Detection of OUTDOOR UNIT | Check cycle status. Operation Off Outdoor Unit
LU compressor freezing (Outdoor unit (Condenser) froze. Check condenser) P error
) Check cycle status. )
Lriid Protection of OUTDOOR UNIT (Please check same as E461 and check compressor - Outdoor Unit
when it is overload . error
when it starts)
qEA Comp down due to high Check cycle status. restart operation Outdoor Unit
pressure error
— | Emission temperature Outdoor unit
vk ; P No error (DISCHARGE temperature control) - protection
excessively high
control error
Miss wiring error at 3Phase ]
L5 | power source line Check Power Line-R,S,T,N. restart operation Omi?grumt
(Only 3Phase Model)
,.’ ( ,-’ ( E’ Heating operation blocked Check the operation setting state . Operation Off Self diagnostic
Check temperature sensor. error
,_l ( ,.’ ( l, Cooling operation blocked Check the operation setting state . Operation Off Self diagnostic
Check temperature sensor. error
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Wired remote controller (cont.)

Troubleshooting

Product operation in
error condition

Check the normal operation of PCB.

Error mode Contents Measure - Error type
Outdoor unit/
Compressor/Indoor unit
Check input power connection status .
NI g x] Check the connection status between the motor and . Self diagnostic
I Outdoor fan 1 error outdoor unit PCB Operation Off error
Check indoor/outdoor fuse.
_ [Inverter] Compressor startu Check the compressor connection status . Outdoor unit
’-,’ ,'_-, ,’ error P P | Check the resistance between difference phases of the Operation Off protection
compressor. control error
Check the input power. Outdoor unit
2y ¢ 7 | [Inverter] Total current error/ . . )
Toc Check the coolant charging status . Operation Off protection
PFC over current error .
Check the normal operation of outdoor fan. control error
’-,’ E _-,' OLP over heat and comp stop Check OLP sensor. Operation Off Self ZIL?grnostlc
Check coolant charging.
Check the compressor connection status and normal
operation . .
NI Y Check the obstacles around the indoor and outdoor . Outdoor_unlt
i [Inverter] IPM over current erro units Operation Off protection
Check whether the outdoor unit service valve is opep. control error
Check whether the indoor/outdoor installation pipe/
wiring are correct.
_ Check the compressor connection status . Outdoor unit
’-,’ ,’_-, i-, Compressor V limit error Check the resistance between difference phases of the Operation Off protection
compressor. control error
IN 7l Check input power Outdoor unit
x| DC LINK over/low voltage error Check AC power connection. Restart in 3 minutes protection
control error
_ [Inverter] Compressor rotation Check the compressor connection status . Outdoor unit
’-i’ '-, ’7 eror P Check the resistance between difference phases of the Operation Off protection
compressor. control error
Outdoor unit
L5 H | inverter] Current sensor error Check EEPROM DATA. Operation Off protection

control error

.N
S
n

[Inverter] DC LINK voltage
sensor error

Check the input power connection.
Check the status of RY21 and R200 in the INVERTE
PCB.

R Operation Off

Outdoor unit
protection
control error

’-,’ 7L7 EEPROM read/write error Check EEPROM of outdoor unit. Operation Off Out(i(::)orrUnlt
Outdoor unit
NI n ¥ Check EEPROM DATA. . .
7°¢ ¢ | [Inverter] OTP error Check the normal operation of PCB. Operation Off protection
control error
,_’, ,7 ,_l, IPM(IGBT Module) or PFCM Exchange INVERTER PBA. Operation Off Outdoor Unit
temperature sensor Error error
Check the input power connection status.
,-’ ( ,7 ,-7 Outdoor fan 2 error Check the F:onnectlon status of the motor and the Operation Off Self diagnostic
= outdoor unit PCB. error
Check the indoor/outdoor unit fuse.
NI ¥ Check reactor located in control plate. ' Outdoor Unit
107 | PRC Overload Error If reactor is normal, exchange INVERTER PBA. Operation Off error
’-,’ E’ 5 Input current sensor error Check Outdoor Inverter PBA. Operation Off Omi?:’(:rumt
Indnlx] . Check INVERTER PBA's temperature. Power off and|cool ' Outdoor Unit
Jui | IPMis overheated down INVERTER PBA, and then restart the outdoor unit. Operation Off error
Samsung Electronics 75



Troubleshooting

Wired remote controller (cont.)

Product operation in
error condition
Error mode Contents Measure Outdoor unit/ Error type
Compressor/Indoor
unit
Check the coolant charging status
_ Check the indoor EVA sensor. Self diagnostic
55 Y | Gasleakeror Check if the outdoor unit service value is open. Operation Off errgr
Check that the indoor/outdoor installation pipe/wiring
are correct.
T . Check EEPROM DATA. . Comp down
S0 Inverter EEPROM loading errg " Check the normal operation of PCB. Operation Off eror
_ Communication error between communication
[_-, L,’ ,’ the Hydro Unit and wired Check the Indoor unit PBA and wired remote controller Operation Off error
remote controller
— ) 7)¢ | Wired remote communication | Communication tracking error between the CONTROL . Wired Remote
Lf X Operation Off
gy error KIT and wired remote controller. Controller
L 3y | Wired remote controller Check sensor connection status Operation Off nggt:g{:;$te
LEt 2| temp sensor SHORT or OPE ' P
sensor error
_ Memory(EEPROM) Read communication
b i ’-,’ Write error(Wired remote Check the wired remote controller . Operation Off error
controller data erroy
7707 | Zone 1 water-out temperature| Short- or open-circuit error of the Zone 1 water-out Operation Off Indoor Unit
LI | sensor error temperature sensor. error
7707 | Zone 2 water-out temperature| Short- or open-circuit error of the Zone 2 water-out Operation Off Indoor Unit
LI | sensor error temperature sensor. error
,_75, ’, Water inlet (PHE) temperature Refer to details.
- sensor error
anz Water outlet (PHE) Refer to details.
== temperature sensor error
,-7’,7 = | Water outlet (backup heater) Refer to details.
~a temperature sensor error.
,7-,’,-’, ,7, DHW tank temperature senso Refer o details.
= error
7 | Refrigerant gas inlet (PHE) .
(LI | temperature sensor Refer to details.
5’ ! ! | Lowflow rate error Refer to details.
5’ ,’ ~ | Normal flow rate error Refer to details.
.| Check the wiring of Hydro Unit Thermostat.
17 ()¢ | Thermostat wrong connection ; S . - . Indoor sensor
0 error Check the Cooling /Heating signal : Concurrent wiring ar Operation Off error
not.
'7-’ ’, ,-7 Mixing Valve Outlet Refer to details.
= temperature sensor error
_ Error that the set temperature for disinfection operation Indoor Unit
i-,’ ,’ 5’ Error for disinfection operation| is not reached, or, after reaching, the temperature fails to - eror
continue for the requested time.
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4-2 Troubleshooting by symptoms

4-2-1 Communication error after finishing Tracking

it di Ing gy I X
Indoor unit display I T
Symptom Communication error between the indoor and outdoor unit for two minutes
Failure Communication error between the indoor unit and outdoor unit
Is there a response from the indoor PCB? No .| Check the communication cable and
(LEDO2 (GRN) is not ON) replace the indoor unit PCB
LEDO2
Yes —1

Remove the communication cable
connecting the outdoor unit to indoor unit,
and measure the signal on LINE 2 of the

outdoor unit with a scope

F3, F4

In this case, is the
voltage waveform between the lines squal No

wave with amplitude over £0.7V as show

in the following picture?

A

Check the communication
cable in the outdoor unit PCB
and replace the PCB

the

If the

Reconnect the cable connecting

outdoor unit to the indoor unit
and restart the unit.

communication still doesn'’t work,

replace the indoor unit PCB.

+0. 7V AT
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4-3 Hydro Unit

4-3-1 EEPROM error

Outdoor unit display ElEZ
Indoor unit display x(Operation) ¢ (Timer) ¢(Fan) ¢(Filter) XDefrost)
Criteria » Communication failure between EEPROM and MICOM
Cause of problem * PCB replacement due to defective EEPROM

1. How to check

Check the location of EEPROM by
referring to the schematic diagram

Are there any problems
such as short or dewetting between
EEPROM PIN?

Replace PCB

EEPROM SUB PBA

If you restart after reentering
model options and power reset, does the
error occur again?

Normal operation

Replace PCB
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Troubleshooting

4-3-2 Water pump & Flow Sensor error
Wired remocon display EE’ ,’ ,’
Criteria * Refer to how to determine below

Low flow rate error
* In case of low flow rate in 30 sec during water pump signals is ON(Starting)

Cause of problem
* In case of low flow rate in 15 sec during water pump signals is ON(After Starting)

1. How to check
* Water pump is detected only during operation

Yes
Re-start after put the connetor in the PBA.

Y

Does flow Sensor connector
come out of the PBA?

o

After putting out the connector(F/S)
from the PBA Measure its status is
low voltage or open?

l Yes

Flow Sensor needs to be replaced.
(If water pump is running normally)

low voltage or open?

= Outdoor unit capacity 9kW : When the water flow
rate is less than 0.7V or greater than 4.5V

- Outdoor unit capacity > 9kW : When the water flow
ate is less than 0.9V or greater than 4-

No
Water pump needs to be replaced

Y

Check water pump operates properly

l Yes

No
Re-start after replacing PBA.

Y

Check water flow rate
Is it proper?

No
E911
* Water pump ON (Low flow rate) : NOT enough water flow

Change water flow rate to proper level

* Water flow range
Water flow rates (LPM)
Min Max
Outdoor unit capacity 9kW 7 48
Outdoor unit capacity >9kW 12 58
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Troubleshooting

2 Table for Water flow rate

DC Voltage Water flow rate DC Voltage Water flow rate
0.50 1.2 2.70 44.5
0.55 2.1 2.75 45.5
0.60 31 2.80 46.5
0.65 4.1 2.85 47.4
0.70 51 2.90 48.4
0.75 6.1 2.95 49.4
0.80 7.1 3.00 50.4
0.85 8.0 3.05 51.4
0.90 9.0 3.10 52.4
0.95 10.0 3.15 53.4
1.00 11.0 3.20 54.3
1.05 12.0 3.25 55.3
1.10 13.0 3.30 56.3
115 14.0 3.35 57.3
1.20 14.9 3.40 58.3
1.25 15.9 3.45 59.3
1.30 16.9 3.50 60.3
1.35 17.9 3.55 61.2
1.40 18.9 3.60 62.2
1.45 19.9 3.65 63.2
1.50 20.9 3.70 64.2
1.55 21.8 3.75 65.2
1.60 22.8 3.80 66.2
1.65 23.8 3.85 67.1
1.70 24.8 3.90 68.1
1.75 25.8 3.95 69.1
1.80 26.8 4.00 70.1
1.85 27.7 4.05 71.1
1.90 28.7 4.10 721
1.95 29.7 4.15 73.1
2.00 30.7 4.20 74.0
2.05 317 4.25 75.0
2.10 32.7 4.30 76.0
2.15 33.7 4.35 77.0
2.20 34.6 4.40 78.0
2.25 35.6 4.45 79.0
2.30 36.6 4.50 80.0
2.35 37.6 4.55 80.9
2.40 38.6 4.60 81.9
2.45 39.6 4.65 82.9
2:50 40.6 4.70 83.9
2.55 41.5
2.60 42.5
2.65 43.5
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Troubleshooting

4-3-3 Water pump & Flow Sensor error

Wired remocon display | j~ =% ¢~

Criteria « Refer to how to determine below

Normal flow rate error

Cause of problem ) ) ) ) )
« In case of normal flow rate in 10min during water pump signal is OFF

1. How to check
* Water pump is detected only during stop

Does flow Sensor connectol
come out of the PBA?

Re-start after put the connetor in the PBA.

After putting out the connector(F/S)
from the PBA Measure its status is
low voltage or open?

Normal flow rate?
door unit capacity 9kW : When t
flow rate is less than 4.5V or greater than 0.

- Outdoor unit capacity > 9kW : When the w
fl te is less than 4.5V or greater 0.9v
Yes
/
Flow Sensor needs to be replaced.
After putting out the connector(F/S) (If water pump is off)
from the PBA Measure its status is
low voltage or open?
Yes
No Yes

Does the water flow?

No
Yes

> PBA needs to be replaced

Does any extra
water pump installed?

E912
* Water pump OFF (Normal flow rate)

Check the extra pump

* Water flow range

Water flow rates (LPM)

Min Max
Qutdoor unit capacity 9kW 7 48
Qutdoor unit capacity >9kW 12 58
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Troubleshooting

4-3-4 Hydro unit temperature sensor(open/short)

Error Mode E121,E122,E123, E901, E902, E903, E904, E906, E916
Symptom In case of open or short circuit of indoor temperature sensor
Failure Short or leakage of the corresponding sensor

Is temperature
) Yes
sensor disconnected from the
connector in PCB? ¢

Restart the system after connecting
to the PCB connector

No

y

Remove the temperature sensor
connector from the PCB and measure the
resistance between two terminals

<204 Type>
Current .
Resistance
temperature ®)
\ (C)

60 59.16
n this case, is the resistan Yes 55 69.44
value out of range in the temperature 50 81.92
table on the right? 45 96.95
y 40 115.4
Temperature sensor failure 35 137.8
(replace) 30 165.7
_ 25 200
Restart the system after replacing the PCB 20 2425
15 295.4
10 362.4

<103 Type>

Current .

Resistance
temperature )
(0)

60 3.03
55 3.59
50 417
45 4.93
40 5.84
Error Mode Sensor Type 35 6.95
E121 E122E123, gg 81'?(’)2
E901,E902,E903, 103 20 1208
E906,E916 15 14.68
E904 204 10 17.94
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4-3-5 Communication error after finishing Tracking(Hydro unit)

Troubleshooting

Error Mode E201, E202
Symptom Communication error between the Hydro unit and outdoor unit for two minutes
Failure Communication error between the Hydro unit unit and outdoor unit

(LEDO1 (RED) is not ON

LEDO1

Remove the communication cable connecting

the outdoor unit to Hydro unit unit, and

measure the signal on LINE 2 of the outdogr

unit with a scope

In this case, is the
voltage waveform between the lines squar
wave with amplitude over +0.7V as show!
in the following picture2

Reconnect the cable connecting
the outdoor unit to the Hydro unit unit
and restart the unit.
If the communication still doesn’t work,
replace the Hydro unit unit PCB.

+0.7V- A

Is there a response from the Hydro unit PCB?

Check the communication cable and
replace the Hydro unit unit PCB

No

Y

Check the communication
cable in the outdoor unit PCB
and replace the PCB

Bad

Samsung Electronics
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4-4 ltems to check before diagnostics

4-4-1 Test run mode and view mode

K6Display Option Key

KEY KEY opeation 7-segmentdisplay
vl_n " "BLANK" "BLANK
=

m
{
7" "BLANK" "BLANK

Press orte :Heating tes run !

K1 Presstwice :Defrost testun

Press3times :Fnishing tes¢ mode

Pressonce : Coding test run

YRR K] "o, q
(Heating Only : skip) """ "BLANK" "BLANK

2 Presstwice : Qutput signal test run "L BLANK! "BLANK
Press3 times :Fhishing test mode 7-segment display
K3 Reset - roem
[ RS
K4 Vew mode Réderto View mode disphy st U PKEYKI~KS
K6VIEW mode display
Display
U157 Display contents Units
of press Segment 1 Segment 2 Segment 3 Segment 4
0 Communication State 10s digit of Tx 1s digit of Tx 10s digit of Rx Is digitof Rx -
1 Order frequency 1 100s digit 10s digit 1s digit Hz
2 Current frequency 2 100s digit 10s digit 1s digit Hz
3 Pump output 3 100s digit 10s digit 1s digit %
4 Outdoor air sensor 4 +/- 10s digit 1s digit °C
5 Discharge sensor 5 100s digit 10s digit 1s digit °C
6 Eva in sensor (MONO) 6 +- 10s digit 1s digit °C
7 Inlet water sensor (MONO) 7 +- 10s digit 1s digit °C
8 Outlet water sensor (MONO) 8 +/- 10s digit 1s digit °C
9 Cond sensor 9 +/- 10s digit 1s digit °C
10 Current A 10s digit 1s digit First decimal A
1 Fan RPM B 1000s digit 100s digit 10s digit rpm
12 Target discharge temperature C 100s digit 10s digit 1s digit °C
13 EEV D 1000s digit 100s digit 10s digit step
Protective
control Frequency status
0 : No protective q . y
_ control 0 : Normal
14 Protective control E 0 : Cooll_ng 1: Freezing l,' Hold -
1 : Heating . . 2 : Down
2 : Defrosting ) L
) 3 Up_limit
3:Overload | " Down_limit
4 : Discharge ' -
5 : Total current
15 IPM temp. F +/- 10s digit 1s digit °C
long-1 Main Micom version Year(Dec) Month(Hex) Day(two digit) | Day(One digit)
long-1and 1 | Inverter Micom version Year(Dec) Month(Hex) Day(two digit) | Day(One digit)
long-1 and 2 | EEPROM version Year(Dec) Month(Hex) Day(two digit) | Day(One digit)
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4-5 Troubleshooting by symptoms

4-5-1 Communication error after finishing tracking (E202)

1. Check items

1) Is the communication cable short/open?
2) Is there a response from the Hydro unit PCB?

2. Check procedure

+0. 7V

(LEDO1(RED) NOTblinking)

Is the power/communication
cable connected correctly?

Isthere arespong from the Hydro Unit PCB?

No .| Checkthe communication cable and
exchange the Hydro Unit PCB

No | Connect the power/communication
cable correctly.

Remove the communication ceble
connectingthe outdoor unit to indoor unit,
and measurethe signalon LINE 2 ahe
outdoor unit with ascope

Inthis ase,isthe

voltage waveform betweenthe linessquare
wave with amplitude over +07Vasshown
in the following picture?

No

A

Check the communicatio
cable in each PCB
andreplacethe PCB

Reconnecthe cableconnecting
the outdoor unit to the indoor unit
and restart the unit.
If the communicationstill doesnt work,
replace the comm. kit PCB and
outdoor unit PCB in order of mention.

Good

Bad

cf.) If there is no oscillo scope, it can be replaced multimeter instead of osillo scope.
If measured voltage is floating value from 0.1V to 4.5V, then it means that the PCB is normal.

Samsung Electronics
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Troubleshooting

4-5-2 Time out (1min.) of communication error between MAIN PBA and INV. PBA (E203)

1.

2.

Check items

1) Is the communication cable connected properly between MAIN PBA and INVERTER PBA?

2) Is the power cable connected correctly?

Check procedure

Power off and restart

Does the communication error occur?

Is the communication/powe
cable connected properly between
MAIN PBA and INVERTER P

in order of mention

No

Y

No

Normal operation

Y

Exchange MAIN PBA/INVERTER PBA

Connect the connector right position

<CN305 in MAIN PBA > <CN31in INVERTER PBA>

86

Samsung Electronics



Troubleshooting

4-5-3 Temperaturesensorerror (E221,E231,E251,E320)

<Error code for each temperature sensor>

. Error
Pin no. Temp. sensor
code
CN43

) 1,2 Outdoor E221
in

3,4 Condenser E231

MAIN PBA
5,6 Discharge E251
7,8 OLP E320

1. Chekitems
1) Is the sensor connected correctly (CN403 in MAIN PBA)?
2) Is the postion of sensor correct?
3) Does the value of resistance satisfy the each temperature condition?

2. Chek procedure

Power off

Is the connector connected No
to match the color?

Y

Connect the connector to match the colg

=

Yes

Is the temperature sensor No
connected properly without
fracture?

v

Check the sensor cable and connector

Does the value of resistan
satisfy the each temperature
condition? (*)

No

> Exchange the temperature sensor

N
Yes »
20 ex)10.17k DW  f& ex) 2054k DW |
15 200 {"TTTTTTTTTEE
Power On -10 -5 o 5 10 15 20 25 30 35 I& . o 5 10 15 20 25 30 35 40 50 60 70 f &
<outdoor, condenser temp. sensor>  <discharge, OLP temp. sensor>
Yes (*)Resistance value for temperature sensor
Is the wire of sensor broken No R Power off and change
or is there any poor contact? the temperature sensor
Yes

Power off and change the PCB
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Troubleshooting

4-5-4 Fan error (E458, E475)
FAN 1 error(E458), FAN 2 error(E475)
1. Check items
1) Arethe input power \oltage and power connection correct?
2)Isthe mator wire connectedto the outdoor PCB correctly?

)
3)Isthere no obsade at the surrainding of motor and piopeller?
4) Does the driver in the motor case broken?

2. Checlprocedure

Is the comection of FAN housing certainly to No > Check the connection oENDO and CN91
PCB soaitACND, CN\o1)
Takeoff each Farmotor housing after 1 minutes
from turning off the power
No i
Is each resistance ofAN cablehousing normal?(*) > Exchingg the FAN motobecause of driver
inside of the motorcase broken
(*)Resitanceof FAN @ble housing at the namal temperature(10 C~30C)
v wire pin number Resstance Renark
es RED BLACK 13 over 1M +300Vmotor power
Mount each Fan housing to PCB socket and WHITE BLACK 43 1K~ 2K +5Vcontrol power
turn on the power YELOW -BLACK 53 200K ~ 300K control
BLUE BLACK 63 10K ~ 50K pulse
ORANGEBIACK 7-3 10K ~ 50K reverse
Is the Pirvoltage #1 - #3f CNBO and 91 No 5 Follow the check proedure of
over250V? outdoor unit power spply error check
Yes
_ No
Is thePin voltage #5 - #3f CNDO and 91 15V? > Exchange NVERTER PCB
Yes
Is the Pinvoltage #5 - #3f CN90 and 91 No _
within 1-6V duing the operation? Excfange NVERTER PCB
Yes
Is theFan in rotation durin No . )
TEST opetion in cooling mgde > Exclange the FAN motor not in rotation
# TEST agration #
Yes pressK1or K2 button on the

MAIN PCB aftergwer on.

Cont.
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Troubleshooting

Fan error (E458, E475) (cont.)

Cont.

. Yes
Is the Pin volage #6 - #3 of CN9&nd 9 -
changed high(4-5V)and low(0-1V) in case of g Exchange INERTER PCB
making manual ratation slowly?
Is he Ph voltage #7 - #3 of CN98nd No

\]

91 low(0-1V) innormal rotation? Exchange the FARnotor

Yes

Exchange NVERTER PCB
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Troubleshooting

4-5-5 Compressor error (E461, E467)

Compressor starting error(E461), Compressor wire missing error(E467)

1. Check items
1) Is the power connected properly?
2) Is the connector of compressor connected correctly?
3) Is the resistance normal between each phase for compressor ?

2. Check proedure

Power off and restart

No

Does the error occur?

Is the value of resistanc No

Y

Normal operation

between each phase(*) for compressor
smaller than 2"

(*) UV, VBW, WeU

Yes

Is the value of resistance No

\J

mega between compressor
and outdoor unit body?

Yes

Is the wire of compressor No

\]

Exchange the compressor

Exchange the compressor

connected correctly?

Yes

Power off and exchange INVERTER PCB

\ ]

Check the wire of compressor

90

Samsung Electronics



Troubleshooting

4-5-6 Current trip error (E462, E463)

Primary current trip error(E462), Over current trip / PFC over current error(E463)

1. Check items
1) Is the voltage of power suitable?
2) Is refrigerant charged?
3) Does the fan of outdoor unit work normally?
4) Is there any obstacle around indoor and outdoor unit?

2. Check procedure

Power off and restart

Is the outdoor unit installed wel No .
according to installation manual? > Reinstall after remove the obstacle
Yes
i it No )
:ascg:)er c;?ndgo?(: ;gltt;ﬁ';ttiilrl]e%;\'nelljlal,) > Reinstall after remove the obstacle
Yes
No
Does the compressor work normal? > Exchange the compressor
Yes
No

Y

Open the service valves

Are the service valves fully opened?

Yes

Exchange INVERTER PCB
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Troubleshooting

4-5-7 IPM(IGBT module) over current error (E464)

1. Check items
1) Is refrigerant charged?
2) Does the compressor work normally?
3) Is the connection of compressor correctly?
4) Is there any obstacle around indoor and outdoor unit?

2. Check proedure

Power off and restart

Is the outdoor unit installed wel

No

according to installation manual?

Yes

Is the indoor unit installed well

No

Y

Reinstall after remove the obstacle

according to installation manual?

Yes

Are the service valves fully opened?

No

Y

Reinstall after remove the obstacle

Yes

Is the wire of compressor

No

\J

Open the service valves

connected correctly?

Yes

Is the value of resistance

No

\J

Check the wire of compressor

between each phase(*) for compressor
smaller than 2 *

(*) UBV, VW, WRU

Yes

-

\J

Exchange the compressor
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Troubleshooting

| PM(IGBTmodule)overcurrenterror (464) (cont.)

(=

Is the value of resistance No
mega between compressor > Exchange the compressor
and outdoor unit body?
Yes
Are the position and measured No Power off and exchange or

\J

value of temperature sensor normal? reppsiitarttibessessor

Exchange INVERTER PCB
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Troubleshooting

4-5-8 DC-link voltage under/over error (E466)

1. Checkitems
1) Is the input power normal?
2) Is the AC power connected correctly?

2. Check procedure

Power off

Yes

Is the reactor connected correctly?

Yes

Check whether a fuse has blown

No

Does the error occur frequently?

No

No

Is the power cable connected correctly?

No

Y

Connect the power cable

Yes

Check the connection of reactor

Yes

Y

Exchange the fuse

Check the input power
(AC 230\£ 15%)

\J

Exchange INVERTER PCB
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Troubleshooting

4-5-9 GAS leak error(E554)

1. Check items
1) Is refrigerant charged?
2) Is the evaporator sensor of indoor unit connected correctly?

2. Check procedure

Power off and restart

No .
Does the error occur? > Normal operation
Yes
Is the value of resistance No
between each phase(*) for compressor > Exchange the compressor
smaller than 2"
(*) UV, WBWw, Weu
Yes
. No .
Are the service valves fully opened? > Open the service valves
Yes
Is the evaporator sensor of No > Connect the sensor’s connector
indoor unit connected correctly? -
Yes
No

Is refrigerant charged?

Y

Charge refrigerant

Yes

Exchange INVERTER PCB
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Troubleshooting

4-5-10 In case of heating at the cooling mode or cooling at the heahing mode

1. Troubleshooting proedure

Is the Thermooff?

Is theunit

in the defrosting operation?

Is the ompresor

Yes - Change the setting tempesture of
” remote cntrol.

Yes = Operate it with a heating mode
- as soon ashte defrosing isfinished.

Yes

After 3 minutes, ooling

Y

in 3minutesoff?

Is much frost
in the indoor heat
exchanger?

Does the
4-WAYvalve operate
normally?

Y

Go to he next page

and heating start automatically.

Is the
outdoor air sensor and
outdoor heat exchanger attached
correctly?

No Attach the
sensor corretly.

Yes Over shotage

of the refigerant

A

Is the
4-WAY valve connector
connected correctly?

No Connect the conrecter
correctly.

Check the resistance value NG

of 4-WAY valve coil 4-WAY valvedil error

Dose the
voltage of AC220V
apply to the connector of 4-WAY
valve coil during the
operation?

Exchange
the outdoor P(B.

4-WAY valve main body error
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Troubleshooting

In case of heating at the cooling mode or cooling at the heating mode (cont.)

From the previous page

l

Does the Is much fost
EEV operate i
£V o guy? in the heat exchanger? Connect the conector.

{ NG

Check he ;

\ resistance wlue of EE\¢ail. EEVail error
l OK

Is much fost
in the heat exchanger?

Yes

Exchange
the out PCB.

EEV main bodyreor

A

Does

the outdoor fan Yes The over shortage ofefrigerant, Insufficient

operate at the operation of Capacity, Load estimation error
compressor?

lNO

Is the
outdoor fan connected
correctly?

No

> Connect the connector.

Yes

Check he resistance vdue / NG >
of outdoor fan. /

| ox

Dose the

voltage of DC300V Yes

apply to the @nnector of outdoor >
fan during the operation of

outdoor unit?

Outdoor fan eror

Check he motor wire.

No

Outdoor PCB error

ormal resistance value of EEV val ve coil(Red-Black or Yellow-Orange) : 92 - BGO™>G
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Troubleshooting

4-5-11 Outdoor unit is not powerde on - Intial diagnosis

1. Chekitems
1) Is the power supply voltage 380V?
2) Is the AC power connected correctly?
3) Are the LEDs in the main PCB and itetePCB of theutdoor unit ON?
4) Is the input pwer voltage of theindoor unit 220V?
5) Is the wired remoteantroller connected correctly?

2. Check procedre

Turn df the main power witch
(circuit break of power aitlet) and turn on
again dter 30 seconds.

Isthe outdoor unit power No
supply (N-R, N-S, N-T) 220Vac?

Y

Check the input power

Yes

Isthe outdoor unit power No
voltage (L-N) 220Vac?

Y

Check connection of the outdoor urit
terminal block

Yes

Isthe indoor unit power supply No
voltage (L-N) 220Vac?

Check the connection wiregnd
connectors of the indooand outdoor units

Yes

Does the aiconditioner
No

Y

operatewhen pressing ON/OFF buttoof the
wired remote controller?

Yes

Exdange thewired remote controller

Are the option DIP swithes No

Y

inside the wired remote controller agfigured

Reconfigure the option DIP swithes

correctly?

Yes

Isthere an error Yes
message displayed othe wiredremote >
controller display?

Check the system depending
on the error display

No

Check the target tenperature
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4-5-12 Outdoor unit power supply error

1. Checklist:

1) Are the input power voltage and power noection correct?
2)Isthere any Fuse Short of thendoor or outdoor unit?
3)Isany LED lit on both MIN PCB and INVERTER PCB?

4) Are Reactor wires tife outdoor unit connected correctly?

2. Troubleshoating procedure

v

Is votage on N-T of termmal

Troubleshooting

Yes

block over 300V?

vy No

Are wire and socket connected correctly?

No

Check and coect the power cable wiring

Power line N and T wire

| ves

Check and orrect the wire or
socketconnection

v

Is there miss @ennection of power and
communication wire between
indoor and outdoor?

Yes

Check kses Isted blow

3FUSES in EMI PCB, 1 FUSE in MAIN

PCB

|No

Correct the cable wiring
between indoor andoutdoor

Y

Are wire and socket connected correctly?
CN3(MAIN PCBIN31(NVERTER®)

No

Check FIR2 communiation line wiring.

CNGO(MAINPB)

Check LEDs on both MAIN PCB
and INVRTER PCB afterl mites
from power on
MAIN PCB INVERTER PCB
ALL OFF ALLOFF —
Error 202 displa Normal
Error 203 displa: ALL OFF

¢ Yes

Is the FUSE on INVERFER blown?

Yes

Check and corect the wring

v No

Check each BLDC FAN motor
shortor not, by resstance between
pin #1 and #3

Yes

Exdangethe RUSE

Tro

Exchange INVNERERPCB

Exdange FAN mdor
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5. PCB Diagram
5-1 Tank Integrated Hydro Unit

This Document can not be used without Samsung’s authorization.
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PCB Diagram

No. Local Function Description
1 TB-A MAIN POWER DAPC 3013-2P BLK
2 TB-Al BOOSTER&IMMERSION HEATER DAPC 3013-2P BLK
3 TB-B EXTERNAL CONTROL BR-1000C2-26P BLK
4 CNPO003 MC-COMMON YTR250
5 CNP501 3-WAY VALVE YW396-05AV WHT
6 CNP401 HEATER THERMOSTAT YW396-03AV WHT
7 CNP002 MC2-A YTR250
8 CNPOO1 MC1-A YTR250
9 CNS002 WATER PUMP SIG/GND BR-7623C-2P BLK
10 CNS001 WATER PUMP SIG/GND SMW250-03 WHT
11 CNSO003 FR CONTROL AKZ350 GRN
12 TB-C F1-F2/DC12V-GND/F3-F4 DAPC 2009-6P BLK
13 CNS047 HEATER SENSOR SMW250-02 BLK
14 CN5045 MIXING VALVE SENSOR SMW250-02 BLU
15 CNS044 ROOM SENSOR SMW250-02 WHT
16 CNS202 F1-F2/GND-DC12V SMW200-04 WHT
17 CNS012 DCi12v YW396-02V BLU
18 CNS042 WATER TANK SENSOR SMW250-02 YEL
19 CNS304 F3-F4 YW396-02V RED
20 CNS063 EEV SMW250-06 BLU
21 CNS057 FLOW SENSOR SMW250-04 WHT
22 CNS046 PV SIGNAL(SMART GRID) BR-7623C-2P BLK
23 CNS808 DC FAN SMW250-03 YEL
24 CNS081 ERROR/COMP CHECK SMW?250-04 RED
25 CNS083 EXTERNAL CONTROL SMW?250-02 RED
ze T O e W00
27 CNSO051 EXTERNAL CONTROL/SENSOR WB20L-024-132 WHT
28 CNS041 FLOW SWITCH YW396-02V YEL
29 CNS201 SUB_LED SMW200-07 WHT
30 CNS301 DOWNLOAD YDW200-20 BLK
31 CNP101 EARTH YDW236-01 WHT
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5-2 Outdoor Unit

Ko MAIN PCB
(AE080/090/120/160RX****)

®

sl

bbb o dode b

SN

This Document can not be used without Samsung’s authorization.
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PCB Diagram

No. Local Function Description
1 CN302 COMM-OPTION SMW200-05 BLK
2 CN305 COMM INV SMW250-06 WHT
3 CN801 ERROR/COMP CHECK SMW250-04 RED
4 CN12 DC12v YW396-02V BLU
5 CN407 WATER-IN/OUT SMW250-04 YEL
6 CNO01 EVA-IN SMW250-02 WHT
7 CN803 EEV1 SMW?250-05 BLU
8 CN407 HIGH PRESSURE SWITCH SMW250-02 BLU
9 CN802 EEV4 SMW250-06 BLU
10 CN306 DOWNLOAD YDW200-20 BLK
11 CN403 OUT TEMP/COND/DISCHARGE/QLP SMW250-10 WHT
12 CN703 BASE HEATER YW396-03AV BLU
13 CN702 4WAY-1 YW396-03AV YEL
14 CN101 POWER YW396-03AV WHT
15 CN806 EEPROM B7P-MQ WHT
16 CN304 DRED DAPC 2009-6P BLK
17 CN501 MODE SELECTOR SMW250-03 WHT
18 CN103 EARTH YDW236-01 WHT
19 CN303 COMM-INDOOR YW396-02V RED
20 CNO003 QUIET S/IW BR-7623-2P BLK

Samsung Electronics
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PCB Diagram

K6 INVERTER PCB
(AEO9ORX*EG)

®

[
®
L]

This Document can not be used without Samsung’s authorization.

No. Local Function Description

1 CN401 COMP U YTR250

2 CN402 COMP V YTR250

3 CN403 COMP W YTR250

4 REACTOR_A2 REACTOR_A YTR250
5 REACTOR_Al REACTOR_A YTR250
6 REACTOR_B2 REACTOR_B YTR250
7 REACTOR_B1 REACTOR_B YTR250
8 N AC POWER 0OT-048

9 L AC POWER OT-048

10 CN551 DOWNLOAD YDW200-20 BLK
11 CN351 COMM SMW250-06 WHT
12 CN901 FAN 1 YW396-06V WHT
13 CN911 FAN 2 YW396-06V WHT
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PCB Diagram

Ko INVERTER PCB
(AE120/160RX**EG)

This Document can not be used without Samsung’s authorization.

No. Local Function Description

1 CN401 COMP 42819-3213 BLK
2 REACTOR_A2 REACTOR_A YTR250
3 REACTOR_A1l REACTOR_A YTR250
4 REACTOR_B2 REACTOR_B YTR250
5 REACTOR_B1 REACTOR_B YTR250
6 N AC POWER OT-048

7 L AC POWER OT-048

8 CN551 DOWNLOAD YDW200-20 BLK
9 CN351 COMM SMW250-06 WHT
10 CN901 FAN 1 YW396-06V WHT
11 CN911 FAN 2 YW396-06V WHT
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PCB Diagram

Ko INVERTER PCB
(AE080/090/120/160RX**GG)

ITTTT

T

This Document can not be used without Samsung’s authorization.

No. Local Function Description

1 CN400 COMP 42819-3213 BLK
2 CN101 REACTOR HLW1005-02 BLK
3 R AC POWER YTR250

4 S AC POWER YTR250

5 T AC POWER YTR250

6 CN150 AC POWER YW396-03AV WHT
7 CN151 HIGH PRESSURE SWITCH YW396-02V WHT
8 CN551 DOWNLOAD YDW200-20 BLK
9 CN901 FAN 2 YW396-06V WHT
10 CN900 FAN 1 YW396-06V WHT
11 CN351 COMM SMW250-06 WHT
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Ko EMI PCB
(AE090/120/160RX**EG)

PCB Diagram

This Document can not be used without Samsung’s authorization.

No. Local Function Description

1 L1 AC POWER 0OT-048

2 CN8 EARTH YTR250

3 CN4 AC POWER L OT-048

4 CN5 AC POWER N OT-048

5 N1 AC POWER OT-048

6 CNO1 AC POWER YW396-03AV WHT

Samsung Electronics
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PCB Diagram

Ko EMI PCB

(AE080/090/120/160RX**GG)

®

T

This Document can not be used without Samsung’s authorization.

No. Local Function Description

1 CNO1 AC POWER YW396-03AV WHT
2 EARTH EARTH YEL/GRN WIRE
3 R-IN AC POWER WHT WIRE

4 S-IN AC POWER BRN WIRE

5 T-IN AC POWER BLK WIRE

6 N-IN AC POWER SKY/BLU WIRE
7 N-INV AC POWER SKY/BLU WIRE
8 T-INV AC POWER BRN WIRE

9 T-OUT AC POWER YTR250

10 S-OuUT AC POWER YTR250

11 R-OUT AC POWER YTR250
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PCB Diagram

Ko SUB-HEATER PCB
(AE080/090/120/160RX****)

This Document can not be used without Samsung’s authorization.

No. Local Function Description
1 CNO02 POWER YW396-03AV YEL
2 CNO3 HEATER YW396-03AV WHT
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PCB Diagram

Ko INVERTER PCB
(AE040/050/060RX****)

@ ®

T

@
@— .

[
b o

This Document can not be used without Samsung’s authorization.

No. Local Function Description

1 CN581 ECO-COMM SMW200-07 WHT
2 CN551 DOWNLOAD YDAW200-20 BLK
3 CN401 COMP U YTR250

4 CN402 COMP V YTR250

5 CN403 COMP W YTR250

6 CNO51 REACTOR YTR250

7 CNO052 REACTOR YTR250

8 CNO002 AC POWER L YTR250

9 CNO003 EARTH GP881205
10 CNO01 AC POWER N YTR250

11 CN241 HOT GAS YW396-03AV YEL
12 CNO030 4WAY/AC POWER YW396-03AV WHT
13 CNP351 MAIN-COMM SMW250-08 WHT
14 CN571 ECO-DOWNLOAD SMW250-04 WHT
15 CNP901 BLDC FAN YAW396-06V WHT
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PCB Diagram

Ko MAIN PCB
(AE040/050/060RX****)

@ @

TTTT

bo b

This Document can not be used without Samsung’s authorization.
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PCB Diagram

No. Local Function Description

1 CN705 HEATER YW396-03AV BLU

2 CN303 DC12v YW396-02V BLU

3 CN501 MODE SELECTOR SMW250-03 WHT

4 CNO002 DRED SMW250-04 WHT

5 CN302 R1/R2 AKZ350 GRN

6 CN202 EEPROM B7P-MQ WHT

7 CN305 EARTH GP881205

8 CN201 DOWNLOAD YDW200-20 BLK

9 CN301 F1-F2 COMM YW396-02V RED
10 CN203 MAIN-INV COMM SMW250-08 WHT

11 CN405 HIGH PRESSURE SENSOR B04B-XARK-1 RED
12 CN404 LOW PRESSURE SENSOR B04B-XAEK-1 BLU
13 CNO003 HIGH PRESS SWITCH YW396-02V WHT

14 CNB806 R32 GAS SENSOR SMW250-04 WHT

15 CN401 OUT TEMP/DISCHARGE/COND/OQLP SMW200-08 WHT

16 CN805 ERROR/COMP CHECK SMW250-04 RED
17 CN402 WATER-IN/WATER-OUT SMW250-04 YEL

18 CN804 EXTERNAL CONTROL SMW250-02 RED
19 CN403 EVA-IN/SUCTION SMW250-02 WHT

20 CNO01 QUIET SWITCH SMW250-02 BLK
21 CN801 EEV SMW250-05 RED

22 CN701 AC POWER YW396-03AV BLK
23 CN702 4WAY VALVE YW396-03AV WHT
24 CN703 HOT GAS YW396-03AV RED
25 CN704 AC LOAD YW396-03AV YEL
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6. Wiring Diagram

6-1 Hydro unit

6-1-1 3Phase Model

EERCR DISCRIPTION

INDDOR UNIT COMMUNICATION EEROR
[INDOOR UNIT CAN' T RECEIVE ANY DATA FROM QUTDOOR UNIT)

INDOOR UNIT ADDRESS SETTING ERROR
[2 OR MORE INDOOR UNIT HAVE SAME ADDRESS WITHIN THE NETWCRK)

INDOOR UNIT COMMUNICATICN ERROR [INCOMPLETE ADDRESS SETTINGS)

ZONEZ INDOOR ROOM  TEMPERATURE SENSOR EEROR (SHORT/OPEN)

ROOM TEMPERATURE SENSCR ERROR(SHORT/OPEN)

EVA-IN TEMPERATURE SENSOR ERRCR (SHORT/OPEN)

EVA-OUT TEMPERATURE SENSCR ERROR(SHORT/OPEN)

EEPROM H/W ERROR

EEPROM OPTION SETTING ERROR

ZONEI WATER QUTLET TEMPERATURE SENSOR ERROR (SHORT/OPEN]

ZONEZ WATER OUTLET TEMPERATURE SENSOR ERRCRI(SHORT/OPEN)

PHE INLET TEMPERATURE SENSOR ERRCRI(SHORT/OPEN)

PHE OQUTLET TEMPERATURE SENSOR ERROR (SHORT/OPEN]

HEATER QUTLET SENSOR (TW3) ERROR(SHORT/OPEN)

WATER TANK TEMPERATURE SENSOR ERROR (SHORT/OPEN]

FLOW SWITCH OPEN ERROR

FLOW SWITCH CLOSE ERROR

THERMOSTAT WRONG CONNECTION ERROR

MIXING TEMPERATURE SENSCR ERROR(SHORT/OPEN)

DISINFECTION OPERATION TANK TEMPERATURE DISSATISFACTION ERROR

ANODE BAR CHANGE ALARM ERROR

SUB LED DISPLAY

EERCR DISCRIPTION

EEPROM ERROR(H/AW OR OPTION SETTING)

K0

(B : FLICKERING

« Look up the manual according to

install OPTION parts in detail.

‘r’ ’/: - ’g ’QT‘ Reswituﬂce value of temperature sensor at 25°C(77°F) [OPﬂON] CODE
Qé;\:o r=air—a1r—1rg ir—jgp =1 - Elol
. 1328 E 2 z [ |1 USECOPPER SUPPLY WIRES.
B 1TEZ3Z Pr, g I el = | UTLSERDESFLS
5 53 Z 44 ~ Z~ ~ x< £ D'ALIMENTATION EN CUIVRE. | EI08
el 15 & & 2B 158l =s] 185112813 | 2 |
| (== £C U g =8 Bl EI09
| o Lol bl It E120
LHJBLKLf A LIHT L s T £l
(20 [RMSABEBRIT TREMABEE M2 [kl [kl [k ey £
ONSO41 CNSO43 CNSOB2GPIN) CNSO47 CNSO45 CNSO44 CNS042 € i
(1) (WHT)  ONSOB3GPIN)  (BLK) (BLU) (WHT) (YEL) m
(BLU o _ Ele2
octay r osesf 11—
R o ¥ pey 220 e
(WHT) CNSO12(BLU) — — — 4 EB39
£900
ot EEPROM | CNS900 =
W) £902
DOWNLOAD ® UTDOORCOMM 903
T £904
CITHT R | WATER PUNP o
T 151 | SI6/6ND
0201 1aop Pl EH
(1) (LK) » ol ) 94
H?5 cpgo (GRN) o CONTROL |,
IC-COMMON | 5 RED ' E9l6
el e E9
V]| cew o () 12 Z 0 =0
NC2-A MCT-A [TT3]= 21 T 5| EHS CONVERTER
[ 1 [ela]~Ps 7 P
W BRN| B | iﬂwm\(‘ﬂi‘w
S CARD
HEATER
IMMERSION m
(HEATER ) 1 O
KW%%ﬂmmﬁMMmW(W%mﬂ@ﬂﬂ
BRRBBRBRRIRERIKRIRI]
11315616301 URMERTIESN
SRR R RERRERET
s s s Py P P e
Holo|g|elg e|els|8)8
5 la|lE|E|E|E|B|8|z2|z
e |88 /5(8|8|8|g|=|¢2
212 8 5|5 8|5 %88
LR E AR R

T SPILED P

Bar code(39size)

[

ARTS
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Wiring Diagram

6-1-2 1Phase Model

#NOT SUPPILED PARTS

P o Resistance value of temperature sensor at 25°C(77°F) eTIoN CODE EEROR DISCRIPTION
. Ao ars Ao roa Rt £101 | NODGR UNIT COWUNICATION EEROR
a2 z | (INDOOR UNIT CAN' T RECEIVE ANY DATA FROM OUTOOOR LNIT)
SR Mg T I 2|1 Uussromsrs e [y | NOOOR UNT ADLRESS SETTING ERFOR
K woo EX 2 3¢ wo < || DALIMENTATION EN CUIVRE. (2 OR MORE INDOOR UNIT HAVE SAME ADDRESS WITHIN THE NETWORK)
Izl ‘<< ‘(D“XO ‘OOHFO =
B g2 wo' 'sCogT =8 5| 109 |INDOCR UNIT COMMUNICATION ERROR (INCOVPLETE. ADDRESS SETTINGS!
S [l |l [ F120 |ZONE2 INDOOR ROOM TEWPERATURE SENGOR EEROR(SHORT/OPEN)
T Fem K R LT R ! EI2!" [ROOM TENPERATURE SENSOR ERRORISHORT/OPEN)
CmNSﬂOM [ \2\3\4\5\6\3&&\;0\ \C’JSQO\SQ\AQF?‘\B)\‘ (2 T2 msoﬂ 112 CMNS%E g 122 [EVA-IN TENPERATURE SENSOR ERROR(SHORT/CPENI
IN CNS047 CNSO45 CNS044 CNS042 [ -
(m) R OSIBEN) B (L) ) CR) BN g e 123 |EVA-OUT TEMPERATURE SENSOR ERRORISHORT/OPEN)
(BLU) __ EI62 |EEPROM HA ERROR
- T2 O I T
iy Y 2 i o EI63 |EEPROM OPTION SETTING ERROR
i o g e = — = 0t EB99 | ZONET WATER CUTLET TEVPERATURE. SENSCR ERRCRISHORT/CPENI
(CRNESDU)“ J (ReD) £900 |Z0NE2 WATER QUILET TEMPERATURE SENSOR ERRORISHORT/OPEN)
B EEPROM C(WTO)O CNSHET 1 1BC F90! |PHE INLET TEMPERATURE SENSOR ERROR (SHORT/GPEN)
(W) —_ [ E902 |PHE OUTLET TEMPERATURE SENSOR ERRORISHORT/OPEN)
DDA T T \\ E903 |HEATER OUTLET SENSCR (TW3) ERRCRISHORT/OPEN)
FATL D T AR AT E904 [WATER TANK TENPERATURE SENSCR ERRORISHORT/OPEN)
. ,‘ a1 i QBRN g Q11 |FLOW SWTCH OPEN ERROR
(BLK) CbﬁHZTOW 153 ﬁg;é‘“ S F912 |FLOW SHITCH CLOSE ERRR
(K1) (Bik) ‘ [CGNRSNU;“E [ CONFTRROL [ E9I4 | THERMOSTAT WRONG CONNECTION ERRCR
B5B7[BI T BI3[BIOIBIT RIS 1 A £906 [MIXING TENPERATURE SENSCR ERROR (SHORT/OPEN|
BIRIBIBBRRRE I i N [ E9I9 |DISINFETION GPERATION TAK TEVFERATLFE DISSATISFACTION EFROR
M2 [31 1 VA WCA T STOUFE] EASUONENER | [ E520 NOLE BIR CHAGE AL EFROR
®‘®‘®‘® [ [ [o[al~Pod o P
W B | = \Hiwn 5
SD CARD

SUB LED DISPLAY

EEROR DISCRIPTION

U

EEPROM ERROR(H/W OR OPTION SETTING)

U

uLKﬁz(ﬁuﬁnsﬂﬂ ) ﬂ :ﬂcwﬂwﬂwm mﬂiuons vﬂew aﬂ Pﬂ

(D : FLIKERING

« Look up the manual according to

BACK-UP HEATER

POWER IN

ERBERERBEEEERERBERRE instal | OPTION ports in detail.
123 45 67 8 91011 12131415165 17 18 19 20

RRRRIRRIRRRRRIRRIZRBBRIE .

o lelelelelels e8] 2] Bar code(39size)
zls |2 | 2|88 88|22

HE|2|sg|8 /8|2 2 |a|2|2][

[ R (N N | PR N N 4

T INIT SUPRILED PARTS
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6-2 Outdoor Unit

Ko 3Phase (AE080/090/120/160/RX**GG)

5 Wiring Diagram for Outdoor ‘
"gan . s ERROR CODE
SKY HOTGAS 4WAY_1 4WAY 2
BLK M1 SKY 7
BRI [y | CLEL D s DESCRIPTION
0 [[203] ‘ BLU HIGK PRESS £108 | Indoor Unit Addess Seting Eror (2 of more Indoor Unit have same Address willin The Netvork]
fOUTSOUTT-0UT [WT‘) 203 A[2[314T5[e]]  LSHITCH ‘ ‘ ‘ Ef20_|Zone 2 ndoo Room Sersar SHORTIOPEN
oNts0 CN3SH(WHT) Ef21 | Indoor Roon Sensor SHORTIOPEN
(i) (L2037 T HIZ3T 203 T2 112
) ??% it OOt | 02| Ot Oty Ef22.|Indoor Evan Sensor SHORTIOPEN
TV ot o¥ho3 oz (kT (ReD) ! (vEL) | BLK) | (BLU) Lo ———— || [ CE123 | ndoo Evaout Sensor SHORTIOPEN
[— [E— E1T7 Emergency Stop
EM| P ontst FH101 E201_|Communication Eor (e TrakingFll ot ismalhed of ndoor Uni)
TABW — Ly TIGA2S0V 0w rens || |29 Communicaton Eror betveen the Outdooran ndooruni
PB A ‘ CNBOS(WHT) T [T onae il 209 | Tim outCommunicationbeven Iy Micom and Main Micom
N-INV %CW e Swich ORI 1 DCt2v | fil~kg ek [ ] LISCHARGE Tenp ank|| | €221 Outdoo Temperatre Sensr Err (OpenShor)
L J r
O WHT 7] LK) ‘15»\ o | EEPRON [—— °U:¥§’ % » 53: EON:TemTperamye[sen;msnnEv\Op(egsmsn: )
[ S S | (WHT) 51 {Discharge Temperature Sensor Error (Open/Shor
T25A 500V EARTH YELIGRN PBA CN12(BLU) B ot Teny - £320 | Comp OLP Temperalure Sensor
= ot 0 [ — E403_|Comp Down by a eezing Poection
ol MAlN PB A o R E404_[System Slop o Protec o Overoad
INVERTER ——— i 416 | Discharge Temperaure Sensor Over Ertor
T~ 7, DOWNLOAD' | 4 (5CITFAK) | i 6 E425 |3Phase Power Source Miss Wiring Error
clant FH900 I moDE H 43 L/ EVAIN 1] oot CQEBQ" E440_|Prohiit Operaion Condiion Error(Healing)
(W) 1 D3 150 2507 LB (WHT) (BLU)[3]
SELECTOR | ONSO1 BLK(TUBE:RED) 12} E441 | Prohibit Operation Condition Error(Cooling)
k) (1} E450_|Cond Temperaue Protecion Contal
-———--- [1] =l E458_|Fan Eror
SN WATER QLT %cmm % E461 [ Comp Starting Eror
1 | E? (YEL) | Cnaor3] £462 |AC Input Curent Limit Trip Error
COMM- oz | WATERN B} £463 | System Slop due lo OLP(Temp
OPTION [y BLK(TABLE.1) = 1 E464 W OverCurent(0.) Err
] | WATER IN/WATER OUT (15CTTRIK) 4 — 5 £465 | Comp Voltage Limil | Current Limit Error
————— -=4 I Al 7 [y E466 | DC Link Voltage Protecting Error
DIVETER |- WeL 3] E461_|Camp Vie Missng Eror
‘ ch(mﬁ | 12} £468 | Current Sensor Error
””” - @sucmm&w 5 [l £469.|DC Lik Voltage Sensor Eror
MID Blonigs | S b= E470_|EEPROM ReadWite Eror
(WHT) PRESSURE [ o1 ) | DTUBE/SUCTONGSCTTEAN) | | [ | E471 | EEPROM ReadMite Error (HIW)
sevSR [ == onassf3] ] it Trat S &
q , ; 13t L) eatsink SensorEror
[t WATER O H | | E476_|Outdoor Fan2 Enor{Only 2 AN model)
EARTH T —7] . 6 , £483_|Over Volage Prtecting Eror
UICP N ey l@;e -4-=--z Edat [PFC Ovetad Err
£ WATERIN | _r "
h Eﬁﬁig'é“ (20T —15] onaos T COMPCHECK | || e85 |nutCurent Sensr Eror
i 4 = = 48 |AC Input Volage Linit SensorEror
. | e : i i
e D.TUBETEWP 3] (1} REDIEEROEEHEEK B E500 |IPW Overheal Eror
0 2 = 664 Gas Leak Eror
XFAN2 OPTION \flloi‘é/SSURE 3] oot I SUCTION-TEWP = 5 £590 | E£PRON Checksu Eror (Wai - Inverter)
If the unit is using one fan, SENSOR - [TRT T %xBLU) | | ATeR TR oﬁ%ﬁ ] ol EB99 [ Zone 1 Outt Sensor SHORTIOPEN
don't connect fan motor on CNO1 in the inverter PBA. Lo = — o | sucrovnTueegseIrEik) | (ATISE ES00_|Zone 2 Oulet Sensor SHORTIOPEN
o ows— o [ E901_|PHE Inlet Sensor (Tw) SHORTIOPEN
CN304 (BLK) (WHT) ~ (RED) LA EQU2. [PHE Inet Sensor (Tu2) SHORTIOPEN
RERREE] 71 m |B@ *25°C(TT'F) at 10K ohm || _ES08_|WalrOulelSensor T SHORTIOPEN
USE COPPER SUPPLY WIRES. M [ zs-qlm) at 200K ohm | [ ES04_|Wate Tark Sensor SHORTIOPEN
UTlLlSER DES F”.S R RED r 7 < 0PTION £906 | Outdoor Eva In Sensor SHORTIOPEN (Only Mono Qutdoor Detection)
W YEL r == = = | [ Est_[FlonSuich OpenEror
1 1 It E912_|Flow Swich Close Eror
D'ALIMENTATION EN CUIVRE. ‘ o] bl TR e
DRED  fiyypo S * EHS Model Only Use
‘L ST ¥ E916_[Mixng Sensor SHORTIOPEN
- - L {:} E919|Disfecton Operation Iconplte Eor
G20 | Anode Ba Change Al Error
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Wiring Diagram

K6 1Phase (AE090/120/160/RX**EG)

; Wiring Diagram for Outdoor |

i ||ERROR CODE

|

s DESCRIPTION
|

HOTGAS  4-WAY_1 4-WAY_2
rzar-ar—n

E108 ) Indoor Unit Address Setting Error (2 or more Indoor Unit have same Address within The Network)

PBA E120_|Zone 2 ndoor Room Sensor SHORTIOPEN

_______ 1 121 Indoor Room Sensor SHORTIOPEN
E122_|Indoo Eva i Sensor SHORTIOPEN
— —/h E123_|Indoo Eva out Sensor SHORTIOPEN

ook | | [ E77_indoo(RYORO) Emergency Stop
Bl it [Pr Trecking Fai o Hismalched of ndoor Uri)
0% | | | "E202_| Commuricton o between he Outdoor and noor unt
E203_|[Time out Communicaon betveen Iy Micom and Main Micom
E221_[Ouldoor Temperalue Sensor Eror (Open/Shor)
| E231_| COND Temperature Senso Err (Open/Shor)

E251_|Dischrge Temperalure Sensor Eor (Open/Shor)

[CNTO1]  CN702 | CNT04 |
CRCRCy

REACTOR-A1
| REACTOR-B1

REACTOR-A2
IR REACTOR-82

F101 a INVERTER — E520_Conp OLP Tempeaur Sesor
T40A 250V PBA _____ _ DOVWNLOKD - E408_[ Comp Down by a Freezing Proecton
" FHOO1 e [omaefraceu] £404_[System Slop o Proect fom Overoad

| 2500173158 B E416_| Discharge Temperalure S Over Errr

[ E440{Proit Opraton Conion ErorHeaing)
441 _|Proii Oeraton Condion Err(Cading)
450 ond Temperatue Pratecton Contl
ESIEES

E461 | Comp Saring Erar
8¢ [TE462_[AC Input Current Uit Trip Eror

4G9 System Siop due o OLPTem.)
464 IPH OverCureni(0.C] Eror
465 | Comp Votage Linit | Curent Lt Exor
[ E460_{DC Lnk Volage Proteting Eror

INVERTER
PBA

= 1 ] 467 Comp e Missng Eror
K PR [et8 Jcuretsen e
" | iwéﬂ)s b=—f===- £469_DC Link Votage Sensor Eror
R c%itu_ — |1 ek | fv'f:?? | Scroven 12 | | E4T0_| EEPROW ReadWite Error
onent (WHT) SESOR el | oness | 471 ECPROM Readirte Evar (V1)
| & | fm ovend | 1 v | .UBE/SUCTION 25, TE-05 (RED) 474 Heatsnk Senso Eror
| s 11| T — [ E475._|Outdoo Fan2 Evor(Only 2 FAN model)
| Ag‘gng Ll T I @WEROUT 18l R B E48)_|OverVolage Proteting Enor
N |_ 1 T U it —1 E484_|PFC Overload Eror
YEHS:Don't Use 1] Hen E i & E485 | nput Curtent Sensor Eror
| P WATER IN 5] onans c(:g%i] E488 [AC Input Votage Limit Sensor Error
TR 1 L) ES00_| 1P Overeat Eror
%FAN2 OPTION L 13| B854 [Gas Leak Eor
r---— ri.—_; E590_|EEPRON Checksum Eror(Vain - verter)
If the unit is using one fan, 1o ot | SUCT‘UN-T;CA;T %‘;THMSMHHORT!OPEN
don't connect fan motor on CN911 in the inverter PBA. | PRESSURE |_17] BLU) | WATER_INWATER_OUT(25'C, 77°F:10K) C[W :g? i:n;lz‘o‘ué\e«SEH?eri.g;$f;PZN
I SUCTIOND_TUBE(25'C, T7F:10K) et Sensor (Twi) SHORT!
[Ap—— —_— E902_|PHE Il Sensor (T2) SHORTIOPEN

USE COPPER SUPPLY WIRES.
UTILISER DES FILS
D'ALIMENTATION EN CUIVRE.

E903 | Water Outlet Sensor (Tw3) SHORT/OPEN

*25°C(TT'F) at 10K ohm | [ E904_ | Water Tank Sensor SHORTIOPEN
25°C(TT'F) &t 200K ohm | ™ Eq05 | Outdoor Eva In Sensar SHORTIOPEN (Only Nono Outdoor Detection)

* OPTION 811 Flow Swich Open Eror
r==-n E3f2_[Flow Swich Close Eror

[ [

L2030 YEL L_—_1 E914_[Tnemostat Miss Wirng Evor

[t [ 'Qg}vE/T I 4 ooy e | [0 g v o
[

ix
1 DRED Koo E919 | Disinecton Operation ncomplte Enor
+-4 E320_|Anade B Chenge Nam Eror

- onues
LK)

o oNas (Bl
N4 (BLK) R

&

DTDTDT ¢RI RED|
r hl
RRRLT

SOwTon
[R—
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Ko 1Phase (AE040/050/060RX****)

XOPTION

r— — — A

[}
REACTOR

X Thermistor(TH)

25°C(77°F) at 10kQ
25°C(77°F) at 200kQ2

Value USE COPPER SUPPLY WIRES.

UTILISER DES F

ILS

D'ALIMENTATION EN CUIVRE.

w:¥ E|CN051
1/CN052

DOWNLOAD
CN551 (BLK) 20~

ECO[q
DOWNLOAD

CN571[3
T1CN401 INVER I ER (WHT)[ 4
ﬂCNM)Z ECO COMM[ 1
1/cN403  CN241 (YEL) PBA CN581| ~
(WHT)| 7.
7
2
3| cNPoo1  LHOTGAS,
41 (WHT) CNO030
5 (WHT)
6 [112]3]
BRN\/
R
= == 3 o mU SO SO
2z 122125 3E B238 55
22 2523 a2 22
w = - W
e ImgiImEIT8 =T E BT 3
| (I | |
BRY g TR E [0 sw
1]2]3] [1]2] [a]2]8]4] [1]2[3[4[5]6[7]8] [1[~[8] [1[2]
CN701 CN403 CN402 CN401 (WHT)  CN203(WHT) CN301
(BLK) (WHT)  (YEL) TPRESSURE,  H-PRESSURE (RED)
| [ | DO D
‘735%0& , e S = DONT USED
A FARTH
(RED) CN404 CN405 CN201
[ 1 (BLK) =
L i (BLU) (RED) II
ipones MAIN PBA  owes e
[112]3]4]5]6]

ISWITGH, . C
RED,

TQUETT TEXT-) i o |
CTRL! |CHECK|CHECK! | SENSOR
o T |

CN802 (BLU)
L CN80z2 BLY)

s

"COMP TERROR “GAS

RED

£ T1BLY
H-PRESSURE, CN002|—
SWITCH_  (WHT)

BLK CN202 | 45

CN001 CN804
(BLK) (RED)

[1[2]3]4]
CN805

(RED) (WHT) (WHT) | entoLiwRT)
DRED PCB
CN702 CN703 CN704 CN705

(WHT) (RED) (YEL)

(WHT)
|

CNO003

CN806

CN303 CN501

(BLU) (BLU) (WHT) (GRN) | |[&I

QAR |

w
2

[1T2]3][1]2]3][1]2]3][1]2]3] 1]2 1]2]3 1]2 |

1
IROLLER, | DR
Lownr | [noress] | comor | [ oz |

=
i PRI ‘
DC 12V =
(PC12V, 1ge EcToR! TCONT-

=l

LAYa
TNEa
T

m
o
-
[N}

,3‘

L __

CODE ERROR LIST

DESCRIPTION

E108

Indoor Unit Address Setting Error (2 or more Indoor Unit have same Address
within The Network)

E177 | Inddor(HYDRO) Emergency Stop

EHS ONLY

E198 |Indoor Terminal Block Thermal Fuse Error

E201 |C ication Error (Pre Tracking Fail or

of Indoor Unit)

E202 |C Error between the Outdoor and Indoor unit

E203 | Time out Ci

between Inv Micom and Main Micom

E221 | Outdoor Temperature Sensor Error (Open/Short)

E231 | COND Temperature Sensor Error (Open/Short)

E251 |Discharge Temperature Sensor Error (Open/Short)

E320 | Comp OLP Temperature Sensor Error(Open/Short)

E403_| Comp Down by a Freezing Protection

E404_| System Stop to Protect from Overload

E407_| High Pressure Switch Error or High Pressure Switch Open

E416 | Discharge Temperature Sensor Over Error

E422 |EEV or Valve Close

E440_| Prohibit Operation Condition Error(Heating)

E441 | Prohibit Operation Condition Error(Cooling)

E450 |Cond Temperature Protection Control

E458 |Fan Error

E461 | Comp Starting Error

E462_| AC Input Current Limit Trip Error

E463 | System Stop due to OLP(Temp.)

E464_|IPM Over Current(O.C) Error

E465 | Comp Voltage Limit / Current Limit Error

E466 | DC Link Voltage Protecting Error

E467 | Comp Wire Missing Error

E468 | Current Sensor Error

E469 |DC Link Voltage Sensor Error

E470 |EEPROM Read/Write Error

E471 | EEPROM Read/Write Error (H/W)

E474 |Heatsink Sensor Error

E483 | Over Voltage Protecting Error

E484 | PFC Overload Error

E485 |Input Current Sensor Error

E488 | AC Input Voltage Limit Sensor Error

E500 |IPM Overheat Error

E554 | Gas Leak Error

E590 |EEPROM Checksum Error (Main - Inverter)

E901 | PHE Inlet Sensor (Tw1) SHORT/OPEN

EHS ONLY

E902 |PHE Inlet Sensor (Tw2) SHORT/OPEN

EHS ONLY

E906 | Outdoor Eva In Sensor SHORT/OPEN (Only Mono Outdoor Detection)

EHS ONLY
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7. Reference Sheet

7-1 Index for Model Name

Model Code

AE 200 R W S E G
l l l l l l l l l l l l
Feature 1
Product group -
Y Indoor Unit HYDRO UNIT (Wall-mounted)
AE ‘ EHS W Indoor Unit Tank Integrated Hydro Unit
E Outdoor Unit Split
Y Outdoor Unit Mono
Capacity (Feature 1: Y/E|) Capacity (Feature 1 : W
40 WATT (*100)| 200 Liter
50 WATT (*100) | 260 Liter Series version (Feature 1 : Y/E|) Series version (Feature 1 :
60 | WATT (*100) STANDATRD _
80 | WATT (*100) D | /sTANDARD TANK) S Split Type
90 WATT (*100) M Mono Type
120 WATT (*100)
140 WATT(*100)
160 | WATT(*100) RO
E E(220~240V, 50Hz, 18) [
\ G G(380~415V, 50Hz, 3)
Year
R | 2019 Mode
G \ Heat Pump \ R-32
Outdoor / Inodoor
N Indoor unit (NASA
X Outdoor unit (NASA|
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7-2 Tank intergrated hydro unit(SPLIT)

Part Description
T wl Water Inlet temp sensor
T w2 Water PHX Outlet temp sensor
T_w3 Water Outlet temp sensor
T evain Eva In temp sensor
T_evaout Eva Out temp sensor
T_tank Water tank temp sensor
TD Discharge temp sensor
PS_H High pressure switch
V_4W 4Way valve
PT_C Charging port
HX M Outdoor Heat exchanger
OFM Outdoor fan motor
T_CO Condout temp sensor
HX_PHE Plate heat exchanger
EM Main expansion valve

Samsung Electronics
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7-3 Tank intergrated hydro unittMONO)

Part Description

T W Water Inlet temp sensor

T WO Water PHX Outlet temp sensor
T w3 Water Outlet temp sensor
T Eva In temp sensor

T _tank Water tank temp sensor
TD Discharge temp sensor
PS H High pressure switch
V_4W 4Way valve

PT C Charging port

HX M Outdoor Heat exchanger
OFM Outdoor fan motor
T_CO Condout temp sensor

HX_PHE Plate heat exchanger
EM Main expansion valve
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7-4 FSV Data check and update using S-NET Pro2

To check the EHS FSV data the [Update] button must be selected.

FSV value has been updated, double-click each cell can set the value of the FSV.
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7-5 EHS FSV Values Import and Export

The User can now export the existing FSV values into an XML file and update later onto a new unit the saved values.
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Reference Sheet

Export Values:
The existing FSV values can be exported by click on the "Export" button.

FSV Import:
The FSV values can be imported by the click on the import button.
The user is prompted to browse and select the XML file for update on the EHS unit selected in the dropdown menu.
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Reference Sheet

SD Card
The FSV values can be loaded from SD card or saved to SD card by the click on the import button
SD card should be connected in EHS Converter.
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